
 

WATER WELL 
HANDBOOK/APPLICATION 

 
Bureau of Water – Geology Section

1000 SW Jackson St., Ste. #420 
Topeka, Kansas 66612-1367 

(785) 296-5524 
 

                                                                                                June 2006 
 



Water Well Contractors Study Guide and Handbook 
 
 

 
i    Application 
ii   Character Reference 
iii  Study Guide Questions 
iiii State Map and District Offices 

 
1. Article 12 Statutes Kansas Groundwater Exploration and Protection Act 

 
2. Article 30 Water Well Regulations 

 
3. Heat Pump:  Guide Lines 

 
4. Monitoring Wells  

 
5. Diagrams  

A.   Methods for Chlorinating Water Wells 
B.   Disinfection Table and Graphs 
C.   Plugging Different Types of Wells 
D.   WWC-5 Well Log Information 

 
6. Public Water Supply Section:  General Design Guidelines 

   
7. Live Stock Waste Management Section:   Regulations  

 
8. Water Appropriation Act:   Regulations 
 
 
 
 
 
 
 
 
 
 
 
 
 



F,W-

Burpau of Water, Geology Section Page I of2

I

at
KDHE Home - Division of Environment - Bureau of Water

Geology Section

a

a

a

a

a

Organizational Chart
Underground Hydrocarbon and Natural Gas Storage
Underground Injection Control (UlC)
Water Wells
Underground News - Spring 2006
Underground News - Fall 2005
Upcoming Seminars, Expos. Conferences and Workshops
(None at this time)
Geology May 4. 2006 Spring Seminar "Presentations" (New)
KDHE Certified Laboratories Listing
Kansas State Board of Technical Professions (New)
Registration as a Professional Geologist in Kansas (New)
Record Request (.pdf)

Mike Cochran, Chief
Geology Section
1000 SW Jackson St., Suite 420
Topeka, KS 66612-1367
(785) 2e6.5560
mcoch ran@kd he.sta-te. ks. us

Geology Section Staff

o Debra Biester, Administrative Assistant, 296.5524,
d biester@ kd he.state. ks. us

o Vacant, Environmental Technician, 296.7265,
r Sheryl Ervin, Environmental Scientist, 296.8038,

Servin@tOne.state
o Julie Freeland, Administrative Assistant, 296.527 4,

ifreeland @ kd he. st_ale. ks. us
o Richard Harper, Professional Geologist, 296.3565,

rh a rp e r@ [.{ h eslale.Kq.us
o Kirk Hoeffner, Professional Geologist, 296.1843,

khop-ffne@kd he.state, ks.u s

KDHE Search:

I Search I

Linkt

Bureau of Water

Geology

Industrial Programs

Livestock
Management

.MunrcjpalProgsnn_s

Public Water Supply

Watershed
Management

Watershed Planning
and TMDL Program

Bureau of Water

http ://www.kdheks. gov/geo/ 6t19/2006



Bureau of Water, Geology Section Page 2 of 2

Mark J enn in gs, Professional Geolog ist, 296-7 254,
mj emlng!@Xdl€ €late. ks. u s
C ina Poyer, Professional Geolog ist, 296.527 7, cpo149q@ kdhe.state. ks. us
Cynthia Khan, Professional Geologist ,  296.5554,
ckh qn @ kdlte-s Late.ks. u s
Don Taylor, Envi ronmental Tech n icia n, 296.5522,
dftaylor@kd he.state. ks.us
FAX: (785) 296.5509

a

a

Purpose of the Geology Section
The Geology Sect ion within the Bureau of Water administers the Underground
Inject ion Control  (UlC),  the Underground Hydrocarbon and Natural  Gas
Storage, and Water Wel l  Licensing, Water Wel l  Construct ion and Abandonment
Programs. These programs protect publ ic health and safety,  and the
environment.

The UIC Program regulates inject ion wel l  act iv i t ies. Inject ion wel l  act iv i t ies
include the disposal of  industr ial  wastes into deep geologic formations, the
solut ion mining of sal t  formations, and the shal low inject ion of non-hazardous
f luids below the land surface.

The Underground Hydrocarbon and Natural Gas Storage Program regulates
the storage of hydrocarbons, including l iquef ied petroleum gas (LPG) and
natural  gas, in sal t  caverns formed by solut ioning in the Hutchinson Salt .  The
program also regulates the br ine ponds associated with the underground
storage faci l i t ies.

The Water Wel l  Program regulates water wel l  contractor l icensing, water wel l
construct ion, and water wel l  abandonment.

The Geology Sect ion also provides hydrogeological  and technical  support  for
other programs in the Bureau of Water.
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Return to:           Application No. __________________
Kansas Dept. of  Health & Environment (Please leave blank)
Bureau of Water - Geology
Curtis Bldg. - 1000 SW Jackson, Ste. 420
Topeka, Kansas 66612-1367 (Type or print in ink)

APPLICATION FOR WATER WELL CONTRACTOR LICENSE

            Date _______________________________

(A) 1. I, ___________________________ of  ________________________________________

_______________________________________________________________________
(City)                              (County)                                     (State)                           (Zip)

Do  hereby  make application  for a license to do business as a water well contractor in the 
State of Kansas.

2. I intend to do business as a (an) _______________________________________________
 (Individual, Firm, Partnership, Corporation)

under the business name of  __________________________________________________

_______________________________________________________________________
(Street address or P.O. Box)                   (City)       (State)                          (Zip)

Business Phone ___________________            Home Phone _______________________

3. Age of Applicant __________.      Length of residence in Kansas ________________ Years.

(B) Experience

(1) Individual Drillers:

a. Commenced drilling water wells on or about  ______________________________.
       (Date)

b. Years of Experience in the capacity of:

Driller __________           Foreman __________        Tool Pusher ________

c. Approximate number of types (domestic, irrigation, industrial, municipal) of water 
wells drilled during past five (5) years.
_________________________________________________________________

_________________________________________________________________

During past year ____________________________________________________

(2) Firm, Partnership, Corporation:
Give the name of each driller and a record of his experience on a separate sheet.

Form WWC-1



(C) If  licensed in another state, name the state and license number and issuing agency, agency address and
phone  number.  _________________________________________________________________

______________________________________________________________________________

(D) References: Three (3) references on Kansas Department of Health and Environment form WWC-2,
are required.  One must be from another water well contractor and two from persons not
related to you.

(E) Drilling Equipment: Attach a complete copy of Kansas Department of Health and Environment form
WWC-3 for each drill rig operated by or for you.

AFFIDAVIT

I hereby certify that the statements made in this application and attachments, which are part of hereof, are true
and correct to the best of my knowledge and belief.

_______________________________________________
(Applicant’s Signature)

Subscribed and sworn to before me this __________ day of _________________________.

_______________________________________________
      (Notary Public)

My commission expires:  ________________________________________________________________

To be complete, the following must accompany this application:

1. A $10.00 application fee, check, bank draft or money order, payable to the Kansas Department of 
Health and Environment.

2. Three references on form WWC-2 provided.

3. Description of each drill rig on form WWC-3 provided.

4. Upon completion and passing of examination, if required, a $100.00 contractor’s license fee and a 
$25.00 drill rig fee (a $25.00 fee is required for each drill rig operated by or for you) is due, payable
by check, bank draft or money order to the Kansas Department of Health and Environment.

d:/water wells/Application for Water Well Contractors License 2003



CHARACTER AND EXPERIENCE REFERENCE QUESTIONNAIRE FOR:

TO: KS Dept. of Health & Environment _______________________________________
Bureau of Water - Geology            (Applicant's Name) 

Curtis Building      _______________________________________
1000 SW Jackson, Ste. 420 (Address)               

Topeka, KS 66612-1367 _______________________________________
Phone: (785) 296-5524 (City/State/Zip Code)  

Answer each question accurately so that we may ascertain the applicant's qualifications for the Water Well
Contractor's license.

1. I have known the applicant for _______________ years.

2. Are you related to the applicant?  No __________ Yes __________

3. What is the nature of your acquaintance, relationship, or association?     
__________________________________________________________________________________
__________________________________________________________________________________

4. From personal knowledge, I know that his business reputation is ____________________.

5. What is your opinion of the applicant's personal character, honesty, and reliability?
__________________________________________________________________________________
__________________________________________________________________________________
__________________________________________________________________________________

6. Do you consider the applicant to be a qualified and experienced water well driller?

__________ Yes,   __________ No.  Please comment on the applicant's ability and qualifications 

to construct water wells.   
__________________________________________________________________________________

I hereby certify that the above information is true to the best of my knowledge and belief.

________________________________________ ___________________________________
(Signed) (Date)

________________________________________ ___________________________________
(Occupation) (Address)

________________________________________
(City, State, Zip) WWC-2

e:/water wells/character reference



CHARACTER AND EXPERIENCE REFERENCE QUESTIONNAIRE FOR:

TO: KS Dept. of Health & Environment _______________________________________
Bureau of Water - Geology            (Applicant's Name) 

Curtis Building      _______________________________________
1000 SW Jackson, Ste. 420 (Address)               

Topeka, KS 66612-1367 _______________________________________
Phone: (785) 296-5524 (City/State/Zip Code)  

Answer each question accurately so that we may ascertain the applicant's qualifications for the Water Well
Contractor's license.

1. I have known the applicant for _______________ years.

2. Are you related to the applicant?  No __________ Yes __________

3. What is the nature of your acquaintance, relationship, or association?     
__________________________________________________________________________________
__________________________________________________________________________________

4. From personal knowledge, I know that his business reputation is ____________________.

5. What is your opinion of the applicant's personal character, honesty, and reliability?
__________________________________________________________________________________
__________________________________________________________________________________
__________________________________________________________________________________

6. Do you consider the applicant to be a qualified and experienced water well driller?

__________ Yes,   __________ No.  Please comment on the applicant's ability and qualifications 

to construct water wells.   
__________________________________________________________________________________

I hereby certify that the above information is true to the best of my knowledge and belief.

________________________________________ ___________________________________
(Signed) (Date)

________________________________________ ___________________________________
(Occupation) (Address)

________________________________________
(City, State, Zip) WWC-2
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CHARACTER AND EXPERIENCE REFERENCE QUESTIONNAIRE FOR:

TO: KS Dept. of Health & Environment _______________________________________
Bureau of Water - Geology            (Applicant's Name) 

Curtis Building      _______________________________________
1000 SW Jackson, Ste. 420 (Address)               

Topeka, KS 66612-1367 _______________________________________
Phone: (785) 296-5524 (City/State/Zip Code)  
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Contractor's license.

1. I have known the applicant for _______________ years.

2. Are you related to the applicant?  No __________ Yes __________

3. What is the nature of your acquaintance, relationship, or association?     
__________________________________________________________________________________
__________________________________________________________________________________

4. From personal knowledge, I know that his business reputation is ____________________.

5. What is your opinion of the applicant's personal character, honesty, and reliability?
__________________________________________________________________________________
__________________________________________________________________________________
__________________________________________________________________________________

6. Do you consider the applicant to be a qualified and experienced water well driller?

__________ Yes,   __________ No.  Please comment on the applicant's ability and qualifications 

to construct water wells.   
__________________________________________________________________________________

I hereby certify that the above information is true to the best of my knowledge and belief.

________________________________________ ___________________________________
(Signed) (Date)

________________________________________ ___________________________________
(Occupation) (Address)

________________________________________
(City, State, Zip) WWC-2
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APPLICATION NO. _______________

RETURN TO:

KDHE - Division of Environment
Bureau of Water, Geology
1000 SW Jackson, Ste. 420
Topeka, Kansas 66612-1367
(785) 296-5524

APPLICATION FOR 
KANSAS WATER WELL CONTRACTORS DRILLING RIG LICENSES

(Please type or print in ink)

Date: ____________________

Applicant's Name:                                                                                           

Business Name:                                                                                           

Business Address:                                                                                           

Present Drilling Rig(s) License Numbers(s)  (Not the automobile license number)

                                                                                                                                                        

Give detailed description of each drilling rig operated by or for you or drilling tools used in
constructing water wells (make, model, year, size, rotary, churn, etc.), and detailed description
(make, model, year, size, etc.) of the vehicle on which the drilling rig is mounted or in which your
drilling tools are carried if you hand dig or drive water wells.

1.  Rig:                          Year:  
(Make / Model)

Mounted On:   Year:  
(Make / Model)

2.  Rig:   Year:  
(Make / Model)

Mounted On:   Year:  
(Make / Model)

3.  Rig:   Year:  
(Make / Model)

Mounted On:   Year:  
(Make / Model)

4.  Rig:   Year:  
(Make / Model)

Mounted On:   Year:  
(Make / Model)



5.  Rig:   Year:  
(Make / Model)

Mounted On:   Year:  
(Make / Model)

6.  Rig:   Year:  
(Make / Model)

Mounted On:   Year:  
(Make / Model)

7.  Rig:   Year:  
(Make / Model)

Mounted On:   Year:  
(Make / Model)

8.  Rig:   Year:  
(Make / Model)

Mounted On:   Year:  
(Make / Model)

9.  Rig:   Year:  
(Make / Model)

Mounted On:                           Year:  
(Make / Model)

10. Rig:   Year:  
(Make / Model)

Mounted On:                           Year:  
(Make / Model)

11. Rig:   Year:  
(Make / Model)

Mounted On:  ________    _  Year:  
(Make / Model)

12. Rig:   Year:  
(Make / Model)

Mounted On:  ________    _  Year:  
(Make / Model)

c:/water well contractors 2006/rig application















STATE OF KANSAS
DEPARTMENT OF HEALTH AND ENVIRONMENT

ARTICLE 12
GROUNDWATER EXPLORATION 

AND PROTECTION ACT

EFFECTIVE SEPTEMBER 28, 1993

Bureau of Water  -  Geology Section
1000 S. W. Jackson St., Ste. 420

Topeka, Kansas 66612-1367
785/296-5524



ARTICLE 12

Groundwater Exploration and Protection Act

82a-1201. Title.  This act shall be know as the “Kansas groundwater exploration and protection
act”.

History: L. 1973, ch. 417, § 1; July 1.

82a-1202. Declaration of purpose.  It is the purpose of this act to provide for the exploration
and protection of groundwater through the licensing and regulation of water well
contractors in Kansas to protect the health and general welfare of the citizens of the
state; to protect groundwater resources from waste and potential pollution by
requiring proper description of the location, drilling and well construction, and proper
plugging of abandoned water wells and test holes; and to provide data on potential
water supplies through well logs, well pumping tests and water quality tests which
will permit the economic and efficient utilization and management of the water
resources of this state.

In order to achieve these objectives, this act requires licensing of water well
contractors; provides for the establishment of standards for well construction,
reconstruction, treatment and plugging; requires each licensed water well contractor
to keep and transmit to the state, upon request, a copy of the log of the well, pump
test data if available, and water quality samples, and maintains within the state
geological survey of Kansas a record system of well logs and water quality data
which will be available to the public.

History: L. 1973, ch. 417, § 2; L. 1979, ch. 334, § 1; July 1.

82a-1203. Definitions.  As used in this act, unless the context otherwise requires:

(a) “Construction of water wells” means all acts necessary to obtaining
groundwater by any method for any use including, without limitation, the
location of and excavation for the well.

(b) “Person” means any individual, association, firm, partnership, corporation or
governmental entity.

(c) “Sand point” or “well point” means any driven well which is 25 feet or less in
depth and is constructed by manually driving into the ground a drive point
fitted to the lower end of tightly connected sections of pipe that are 2 inches
or less in diameter.

(d) “Domestic uses” means the use of water by any person, family unit or
household or household purposes, the watering of livestock, poultry, farm
and domestic animals used in operating a farm or the irrigation of lands not
exceeding a total of two acres in area for the growing of gardens, orchards
or lawns.



Article 12                                                                                                                             Page 02

(e) “Secretary” means the secretary of health and environment.

(f) “Water well” means any excavation that is drilled, cored, bored, washed,
driven, dug, jetted, or otherwise constructed, when the intended use of such
excavation is for the location, diversion, artificial recharge, or acquisition of
groundwater.

(g) “Water well contractor” or “contractor” means any person who constructs,
reconstructs or treats a water well.  The term shall not include:

(1) An individual while in the act of constructing a water well on land
which is owned by such individual and is used by such individual for
domestic purposes at such individual’s place of abode, but only when
the well is constructed in compliance with prescribed minimum well
standards as provided in this act; or

(2) an individual who performs labor or services for a licensed water well
contractor at such contractor’s direction and under such contractor’s
supervision.

History: L. 1973, ch. 417, § 3; L. 1974, ch. 352 § 172; L. 1989, ch. 311, § 1; July 1.

82a-1205. Administration and enforcement of Kansas groundwater exploration and
protection act; license fees; licenses; inspection; personnel; report.

(a) The secretary shall be responsible for the administration and enforcement
of the provisions of this act and any rules and regulations adopted pursuant
thereto.

(b) The secretary shall fix by rules and regulations reasonable license fees
annually for each contractor and for each drill rig operated by or for such
contractor.  The secretary shall fix by rules and regulations an additional fee
for each water well drilled except as provided in paragraphs (1) and (2) of
subsection (c) of K.S.A. 82a-1203 and amendments thereto.  Such fees shall
be in an amount, which, together with any other funds available therefor, will
produce an amount, which will properly administer the provisions of this act.
Any nonresident may secure a water well contractor’s license in Kansas
upon approval of an application therefor by the secretary and the payment of
a fee equal to the fee charged for a similar nonresident license by the state
in which the applicant is a resident, but in no case shall the fee be less than
that charged a Kansas resident.
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(c) The secretary shall have the power and authority and may cause to be
inspected water wells in all phases of construction, reconstruction, treatment
or plugging, and shall have access to such wells at all reasonable times.
The secretary shall have general supervision and authority over the
construction, reconstruction and treatment of all water wells and the plugging
of holes drilled and abandoned in search of a groundwater supply or
hydrogeological information.

(d) The secretary may employ within funds available such engineering,
geological, legal, clerical and other personnel as may be necessary for the
proper performance of responsibilities under this act.  Such employees shall
be within the classified service under the Kansas civil service act.

(e) The secretary is authorized and directed to cause examination to be made
of applicants for licensing; to renew such licenses; to adopt rules and
regulations necessary to establish continuing education requirements for
persons licensed under this act; to issue licenses to qualified water well
contractors in this state; to revoke or suspend licenses after their issuance
is hereafter determined, after notice to the person affected and an opportunity
for hearing; and to reinstate licenses previously revoked when justification
therefor is shown.

(f) The secretary shall prepare, in the form and manner prescribed by law, a
report on the administration of this act.

History: L. 1973, ch. 417, § 5; L. 1974, ch. 352, § 173; L. 1979, ch. 334, § 2; L. 1983, ch. 286,
§ 8; L. 1991, ch. 293, § 1; July 1.

82a-1206. Licensure of water well contractors; application fee; disposition of moneys;
water well contractors licensing fund abolished; standards for granting
license.  

(a) Each well contractor desiring to engage in the business of constructing,
reconstructing or treating water wells in this state shall make initial
application for a license to the secretary.  Every contractor making such
application shall set out such information as may be required upon forms to
be adopted and furnished by the secretary.  The secretary shall charge an
application fee as established by regulation for the filing of such initial
application by a contractor, and the secretary shall not act upon any
application until such application fee has been paid.
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(b) All application fees and license fees collected hereunder shall be remitted to
the state treasurer at least monthly.  Upon receipt of any such remittance,
the state treasurer shall deposit the entire amount thereof in the state
treasury and the same shall be credited to the state general fund.  On July
1, 1983, the director of accounts and reports shall transfer all moneys in the
water well contractors licensing to the state general fund.  All liabilities of the
water well contractors licensing fund are hereby transferred to and imposed
upon the state general fund.  The water well contractors licensing fund is
hereby abolished.

(c) A license to construct water wells shall be issued to any applicant if, under
the standards set forth in K.S.A. 82a-1207 and amendments thereto, the
secretary shall determine such applicant is qualified to conduct water well
construction operations.  In the granting of such licenses due regard shall be
given to the interest of the state of Kansas in the protection of its
underground water resources.  Application fees paid hereunder shall be
retained by the secretary whether such initial license is issued or denied, but
if denied, the license feel shall be refunded.

(d) Applicants for licenses hereunder who are engaged in business as water
well contractors in this state, if incorporated, shall submit evidence of current
good standing with the registration requirements for corporations of the
secretary of state.

History: L. 1973, ch. 417, § 6; L. 1974, ch. 352, § 174, L. 1979, ch. 334, § 3; L. 1983, ch. 286,
§ 14; July 1.

82a-1207. Investigation of qualifications; examination.  Under such reasonable rules and
regulations as the secretary may adopt pertaining to the business of water well
contracting and construction of water wells, the secretary shall investigate by
examination or otherwise, the qualifications of all applicants for initial licenses as
water well contractors to construct, reconstruct or treat wells for production of
underground waters in this state.  Where an examination is required, such
examination may be oral or written or both.  The qualifications required of each
candidate for such an examination are as follows:

(a) Familiarity with Kansas water laws, sanitary standards for water well drilling
and construction of water wells and rules and regulations relating to water
well construction, reconstruction, treatment and plugging as adopted by the
secretary;

(b) Knowledge of groundwater and subsurface geology in its relation to well
construction.
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The examinations conducted by the secretary shall be held at such times
and places as he may determine.  Failure of an applicant to pass such
examination shall disqualify him from making further application for a period
of one (1) month.  The secretary shall act within a reasonable time upon all
applications for licenses hereunder.

History: L. 1973, ch. 417, § 7; L. 1974, ch. 352, § 175; L. 1979, ch. 334, § 4; July 1.

82a-1209. Terms of license; renewal; fees; revocation, when.  The term of all licenses
issued under the provisions of this act shall be July 1 of each year through the
following June 30.

Any contractor licensed under the provisions of this act may, on or before July 1,
each year, renew such license by paying the annual fee as determined by the
secretary and complying with continuing education requirements established by the
secretary.  If the licensee has not met the requirements for renewal of the license on
or before July 1, the license shall be revoked by the secretary.  Prior to such
revocation, however, the secretary shall notify the applicant of the secretary’s
intention to revoke at least 10 days prior to the time set for action to be taken, by
notice to the applicant at the address appearing on such license in the records and
files of the secretary and compliance with the provision of the Kansas administrative
procedure act.  A license, once revoked, may not be reinstated unless the revocation
resulted because of an error of the secretary or other reason not the fault of the
licensee.  A person whose license has been revoked and who desires to continue
to engage in the business of water well construction in this state, must make
application as provided for in K.S.A. 82a-1207, and amendments thereto.  Such
applicant may be required to retake the examination.

History:  L. 1973, ch. 417, § 9; L. 1974, ch. 352, § 177; L. 1979, ch. 334, § 5; L. 1984, ch.
313, § 147; L. 1991, ch. 293, § 2; July 1.

82a-1210. Revocation of license, when; complaints against licensee; notice and hearing.
Any license issued under this act may be revoked by the secretary.

(1) when the licensee has practiced fraud or deceit in obtaining a license or
otherwise engaging in activities regulated by this act;

(2) for negligence or incompetence; or

(3) for violating any requirement of this act.  
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Any person, in addition to the secretary, may make complaint against any
licensee of the specific charges, in accordance with the notice provisions of
the Kansas administrative procedure act.  Prior to revocation or suspension
of a license, the water well contractor shall be afforded the opportunity
promptly to bring the well up to standard or to correct the error resulting in
the complaint.  Compliance must be acceptable to the secretary.  The
secretary shall not revoke any license pursuant to this section without giving
the licensee an opportunity for hearing in accordance with the provisions of
the Kansas administrative procedure act.

History: L. 1973, ch. 417, § 10; L. 1974, ch. 352, § 178; L. 1979. ch. 334, sec 6; L. 1984, ch.
313, § 148; July 1, 1985.

82a-1211. Appeal from decisions of secretary.  Appeals from decisions of the secretary may
be taken in accordance with the provisions of the act for judicial review and civil
enforcement of agency actions.

History: L. 1973, ch. 417, § 11; L. 1974, ch. 352, § 179; L. 1984, ch. 313, § 149; July 1, 1985.

82a-1212. Log of drilling, boring or digging; contents; filed with state geological survey.
Any water well contractor licensed under this act who constructs, reconstructs or
plugs a water well shall keep a careful and accurate log of the construction,
reconstruction or plugging of such well and shall furnish a record of said well log to
the secretary within thirty (30) days after completion of such well in such form as the
secretary might require.  The log shall show:

(a) The name and address of the landowner and the legal description of the well;

(b) The character and depth of the formation passed through or encountered;

(c) The depth at which water is encountered;

(d) The static water level of the completed well;

(e) A copy of the record of pumping test, if any; and

(f) The construction or reconstruction details of the completed water well
including lengths and sizes of casing, length and size of perforations or
screens, and length and size of gravel packing; [and]
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(g) The amount, type and placement of plug materials used in plugging a water
well.

A water sample shall be furnished to the secretary, upon request, within thirty (30)
days after completion of such well unless an extension of time is granted by the
secretary, in which case, the sample shall be furnished to the secretary within such
extended period of time.  The well logs and a copy of the water quality analysis shall
be transmitted by the secretary to the state geological survey and kept on file by the
survey and be available to the public.

History: L. 1973, ch. 417, § 12; L. 1974, ch. 352, § 180; L. 1979, ch. 334, § 7. July 1.

82a-1213. Abandoned holes; plugging; failure to properly seal.  All holes drilled in search
of a water supply and abandoned, shall be properly plugged by the drilling contractor
in accordance with rules and regulations established by the secretary in order to
assure adequate and proper plugging of abandoned wells to prevent pollution of
existing groundwater.  Any contractor who fails to properly seal any exploratory wells
drilled in search of a water supply and abandoned by him or her shall be subject to
the penalties set out in this act.  All unplugged abandoned water wells shall be
plugged or caused to be plugged by the landowner in accordance with rules and
regulations established by the secretary in order to assure adequate and proper
plugging of abandoned water wells to prevent pollution to existing groundwater
supplies, except that no unplugged abandoned water well existing on the effective
date of this act which is not polluting or threatening to pollute a groundwater supply
shall be required to be plugged.

History: L. 1973, ch. 417, § 13; L. 1974, ch. 352, § 181; L. 1979, ch. 334, § 8; July 1.

82a-1214. Penalty for violations of act; enforcement of act.  Any person who shall willfully
violate any lawful rule or regulation of the secretary relating to water well contracting,
or who shall engage in the business of constructing, reconstructing or treating water
wells without first having obtained a license as in this act required, or who shall
knowingly violate any provisions of this act, shall be guilty of a class B misdemeanor
and subject to the penalties therefor as provided by law.  In addition the secretary of
health and environment is hereby authorized to apply to the district court for
enforcement of this act or rules and regulations adopted under this act in
accordance with the provisions of the act for judicial review and civil enforcement of
agency actions.

History: L. 1973, ch. 417, § 14; L. 1974, ch. 352, § 182; L. 1979, ch. 335, § 1; L. 1984, ch.
313, § 150; July 1, 1985.
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82a-1215. Severability.  If any word, phrase, sentence or provision of this act is determined
to be invalid, such invalidity shall not affect the other provisions of this act and they
shall be given effect without the invalid provision, and to this end the provisions of
this act are declared to be severable.

History: L. 1973, ch. 417, § 15; July 1.

82a-1216.  Civil penalties and orders; appeals; disposition of penalties.  

(a) Any person who violates any provision of the Kansas groundwater
exploration and protection act, any rules or regulations adopted thereunder
or any order issued by the secretary thereunder shall incur in addition to
other penalties provided by law, a civil penalty not to exceed $5,000 for each
violation.  In the case of a continuing violation every day such violation
continues shall be deemed a separate violation.

(b) The secretary of the department of health and environment or the director of
the division of environment, if designated by the secretary, upon a finding that
a person has violated any provision of Kansas groundwater exploration and
protection act, or any order issued or rule or regulation adopted thereunder,
may:

(1) Issue a written order requiring that necessary remedial or preventive
action be taken within a reasonable time period;

(2) assess a civil penalty for each violation within the limits provided in
this section which shall constitute an actual and substantial
economic deterrent to the violation for which is assessed; or

(3) both issue such order and assess such penalty.  The order shall
specify the provisions of the act or rules or regulations alleged to be
violated and the facts constituting each violation.  Such order shall
include the right to a hearing.  Any such order shall become final
unless, within 15 days after service of the order, the person named
therein shall request in writing a hearing by the secretary.  If a hearing
is requested, the secretary shall notify the alleged violator or violators
of the date, place and time of the hearing.

(c) No civil penalty shall be imposed under this section except after notification
by issuance and service of the written order and hearing, if a hearing is
requested, in accordance with the provisions of the Kansas administrative
procedure act.

(d) Any person aggrieved by an order of the secretary made under this section
may appeal such order to the district court in the manner provided by the act
for judicial review and civil enforcement of agency actions.
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(e) Any penalty recovered pursuant to the provisions of this section shall be
remitted to the state treasurer, deposited in the state treasury and credited
to the state general fund.

(f) Nothing in this act shall be construed to abridge, limit or otherwise impair the
right of any person to damages or other relief on account of injury to persons
or property and to maintain any action or other appropriate proceeding
therefor.

History: L. 1989, ch. 311, § 2; July 1.

82a-1217. Restraining orders and injunctions; proof required.

(a) Notwithstanding the existence or pursuit of any other remedy, the secretary
may maintain, in the manner provided by the act for judicial review and civil
enforcement of agency actions, an action in the name of the state of Kansas
for injunction or other process against any person to restrain or prevent any
violation of the provision of the Kansas groundwater exploration and
protection act or of any rules and regulations adopted thereunder.

(b) In any civil action brought pursuant to this section in which a temporary
restraining order, preliminary injunction or permanent injunction is sought, it
shall be sufficient to show that a violation of the provisions of this act or the
rules and regulation adopted thereunder has occurred or is imminent.  It shall
not be necessary to allege or prove at any stage of the proceeding that
irreparable damage will occur should the temporary restraining order,
preliminary injunction or permanent injunction not be issued or that the
remedy at law is inadequate.

History: L. 1989, ch. 311, § 3; July 1.

82a-1218. Application of penalties to sand and well point wells, exception.

(a) The provisions of K.S.A. 82a-1216 and 82a-1217 shall not apply with respect
to any sand point or well point which is used for domestic purposes, or the
reconstruction, replacement or treatment thereof, and which has not been
abandoned, until the secretary adopts minimum standards for the
construction, reconstruction, treatment and plugging of sand points or well
points, except that a temporary restraining order, preliminary injunction or
permanent injunction may be obtained pursuant to K.S.A. 82a-1217 if a
health hazard is shown to exist or to be imminent.

History: L. 1989, ch. 311, § 4; July 1.
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82a-1219 Act supplemental to Kansas groundwater exploration and protection act.
K.S.A. 82a-1216, 82a-1217 and 82a-1218 shall be part of and supplemental to the
Kansas groundwater exploration and protection act.

History: L. 1989, ch. 311, § 5; July 1.
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ARTICLE 30--WATER WELL CONTRACTOR’S LICENSE
WATER WELL CONSTRUCTION AND ABANDONMENT

This article regulates the construction, reconstruction, treatment and plugging of water wells and sets
forth procedures for the licensing of water well contractors as required by K.S.A. 82a-1201 to 82a-
1215 and amendments thereto.

28-30-1. (Authorized by K.S.A. 1979 Supp. 82a-1202, 82a-1205; effective E-74-34, July 02,
1974; modified, L. 1975, ch. 481, May 01, 1975; revoked May 01, 1980)

28-30-2. Definitions.  

(a) “License” means a document issued by the Kansas Department of Health and
Environment to qualified persons making application therefore, authorizing
such persons to engage in the business of water well contracting.

(b) “Department” means the Kansas Department of Health and Environment.

(c) “Abandoned Water Well” means a water well determined by the department
to be a well;

(1) whose use has been permanently discontinued;

(2) in which pumping equipment has been permanently removed;

(3) which either is in such a state of disrepair that it cannot be used to
supply water, or it has the potential for transmitting surface
contaminants into the aquifer or both;

(4) which poses potential health and safety hazards; or

(5) which is in such a condition it cannot be placed in active or inactive
status.

(d) “Water well contractor” or “contractor” means any individual, firm,
partnership, association, or corporation who constructs, reconstructs, or treats
a water well.  The term shall not include:

(1) an individual constructing, reconstructing or treating a water well
located on land owned by the individual, when the well is used by the
individual for farming, ranching, or agricultural purposes or for
domestic purposes at the individual’s place of abode; or
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(2) an individual who performs labor or services for a licensed water
well contractor at the contractor’s direction and under the
contractor’s supervision.

(e) “Aquifer” means an underground formation that contains and is capable of
transmitting groundwater.

(f) “Confined aquifer” is an aquifer overlain and underlain by impermeable
layers.  Groundwater in a confined aquifer is under pressure greater than
atmospheric pressure and will rise in a well above the point at which it is first
encountered.

(g) “Unconfined aquifer” is an aquifer containing groundwater at atmospheric
pressure.  The upper surface of the groundwater in an unconfined aquifer is
the water table.

(h) “Domestic uses” means the use of water by any person or family unit or
household for household purposes, or for the watering of livestock, poultry,
farm and domestic animals used in operating a farm, or for the irrigation of
lands not exceeding a total of two acres in area for the growing of gardens,
orchards and lawns.

(i) “Public water-supply well” means a well that:

(1) provides groundwater to the public for human consumption; and 

(2) has at least 10 service connections or serves an average of at least 25
individuals daily at least 60 days out of the year.

(j) “Groundwater” means the part of the subsurface water which is in the zone
of saturation.

(k) “Grout” means cement grout, neat cement grout, bentonite clay grout or other
material approved by the department used to create a permanent impervious
watertight bond between the casing and the undisturbed formation
surrounding the casing or between two or more strings of casing.

(1) “Neat cement grout” means a mixture consisting of one 94 pound bag
of portland cement to five to six gallons of clean water.
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(2) “Cement grout” means a mixture consisting of one 94 pound bag of
portland cement to an equal volume of sand having a diameter     no
larger than 0.080 inches (2 millimeters) to five to six gallons of clean
water.

(3) “Bentonite clay grout” means a mixture consisting of water and
commercial grouting or plugging sodium bentonite clay containing
high solids such as that manufactured under the trade name of
“volclay grout”, or an equivalent as approved by the department.

(A) The mixture shall be as per the manufacturer’s
recommendations to achieve a weight of not less than 9.4
pounds per gallon of mix.  Weighting agents may be added as
per the manufacturer’s recommendations.

(B) Sodium bentonite pellets, tablets or granular sodium bentonite
may also be used provided they meet the specifications listed
in paragraph (k)(3) of this regulation.

(C) Sodium bentonite products that contain low solids, are
designed for drilling purposes, or that contain organic
polymers shall not be used.

(l) “Pitless well adapter or unit” means an assembly of parts installed below the
frost line which will permit pumped groundwater to pass through the wall of
the casing or extension thereof and prevent entrance of contaminants.

(m) “Test hole” or “hole” means any excavation constructed for the purpose of
determining the geologic, hydrologic and water quality characteristics of
underground formations.

(n) “Static water level” means the highest point below or above ground level
which the groundwater in the well reaches naturally.

(o) “Annular space” means the space between the well casing and the well bore
or the space between two or more strings of well casing.

(p) “Sanitary well seal” is a manufactured seal installed at the top of the well
casing which, when installed, creates an airtight and watertight seal to
prevent contaminated or polluted water from gaining access to the
groundwater supply.
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(q) “Treatment” means the stimulation of production of groundwater from a water well,
through the use of hydrochloric acid, muratic acid, sulfamic acid, calcium or sodium
hypochlorite, polyphosphates or other chemicals and mechanical means, for the
purpose of reducing or removing iron and manganese hydroxide and oxide deposits,
calcium and magnesium carbonate deposits and slime deposits associated with iron
or manganese bacterial growths which inhibit the movement of groundwater into the
well.

(r) “Reconstructed water well” means an existing well that has been deepened
or has had the casing replaced, repaired, added to or modified in any way for
the purpose of obtaining groundwater.

(s) “Pump pit” means a watertight structure which: 

(1) is constructed at least two feed away from the water well and below
ground level to prevent freezing of pumped groundwater; and

(2) houses the pump or pressure tank, distribution lines, electrical
controls, or other appurtenances.

(t) “Grout tremie pipe” or “grout pipe” means a steel or galvanized steel pipe or
similar pipe having equivalent structural soundness that is used to pump
grout to a point of selected emplacement during the grouting of a well casing
or plugging of an abandoned well or test hole.

(u) “Uncased test hole” means any test hole in which casing has been removed
or in which casing has not been installed.

(v) “Drilling rig registration license number” means a number assigned by the
department which is affixed to each drilling rig operated by or for a licensed
water well contractor.

(w) “Active well” means a water well which is an operating well used to
withdraw water, or to monitor or observe groundwater conditions.

(x) “Inactive status” means a water well which is not presently operating but is
maintained in such a way it can be put back in operation with a minimum of
effort.
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(y) “Heat pump hole” means a hole drilled to install piping for an earth coupled
water source heat pump system, also known as a vertical closed loop system.
(Authorized by K.S.A. 1992 Supp. 82a-1205 and implementing K.S.A. 82a-
1202, K.S.A. 1992 Supp. 82a-1205, 82a-1213; effective E-74-34, July 02,
1974; modified L. 1975, ch. 481, May 01, 1975; amended May 01, 1980;
amended May 01, 1987; amended Nov. 22, 1993.)

28-30-3. Licensing.

(a) Eligibility.  To be eligible for a water well contractor’s license and applicant
shall:

(1) pass an examination conducted by the department; or

(2) meet the conditions contained in subsection (c).

(b) Application and fees.

(1) Each application shall be accompanied by an application fee of
$10.00.

(2) Before issuance of a water well contractor’s license, each contractor
shall pay a license fee of $100.00 plus $25.00 for each drill rig
operated by or for the contractor.  These fees shall accompany the
application and shall be by bank draft, check or money order, payable
to the Kansas Department of Health and Environment - Water Well
Licensure.

(c) Reciprocity.

(1) Upon receipt of an application and payment of the required fees from
a nonresident, the secretary may issue a license, providing the
nonresident holds a valid license from another state and meets the
minimum requirements for licensing as prescribed in K.S.A. 82a-
1207, and any amendments thereto.

(2) If the nonresident application is incorporated, evidence shall be
submitted to the Department of Health and Environment showing that
the applicant meets the registration requirements of the Kansas
Secretary of State.
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(3) Nonresident fees for a license shall be equal to the fee charged a
Kansas contractor by the applicant’s state of residence but shall not
be less than $100.00.  The application fee and drill rig license fee
shall be the same as the Kansas resident fees.

(d) License renewal.

(1) Each licensee shall make application for renewal of license and rig
registrations before July 01 of each year by filing the proper renewal
forms provided by the department and fulfilling the following
requirements:

(A) payment of the annual license fee and a rig registration fee for
each drill rig to be operated in the state;

(B) filing of all well records for each water well constructed,
reconstructed or plugged by the licensee in accordance with
K.S.A. 28-30-4 during the previous licensure period;

(C) filing a report, on a form provided by the department, of all
approved continuing education units earned by the licensee
during the previous licensure period;

(D) satisfying the continuing education requirements set forth in
subsection (g); and

(E) providing any remaining outstanding information or records
requested that existed prior to the issuance of revocation of a
license.

(2) Failure to comply with paragraphs (A), (B), (C), (D) and (E) above
shall be grounds to revoke the existing license and terminate the
license renewal process.

(e) Water well construction fee.  A fee of $5.00 shall be paid to the Kansas
Department of Health and Environment, either by bank draft, check or money
order, for each water well constructed by a licensed water well contractor.
The construction fee shall be paid when the contractor requests the water
well record form WWC-5 from the department or shall accompany the water
well records submitted on form WWC-5 as required under K.A.R. 28-30-4.
No fee shall be required for reconstruction or plugged water wells.
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(f) License number.  Each drill rig operated by or for a licensed water well
contractor shall have prominently displayed thereon the drill rig license
number, as assigned by the department, in letters at least two inches in
height.  Decals, paint, or other permanent marking materials shall be used.

(g) Continuing education requirements.  Licensed water well contractors shall
earn at least eight units of approved continuing education per year beginning
with the first full year of licensure or the renewal period.  One unit of
continuing education shall equal 50 minutes of approved instruction except
for trade shows and exhibitions which shall be counted as one unit per
approved trade show and exhibition attended.  (Authorized by K.S.A. 1992
Supp. 82a-1205; implementing K.S.A. 82a-1202, K.S.A. 1992 Supp. 82a-
1205, 82a-1206, 82a-1207, 82a-1209; effective, E-74-34, July 02, 1974;
effective May 01, 1975; amended May 01, 1980; amended May 01, 1983;
amended May 01, 1987; amended Nov. 22, 1993.)

28-30-4. General operating requirements.

(a) Water well record.  Within 30 days after construction or reconstruction of a
water well, the water well contractor shall submit a report of such work, to
the Kansas Department of Health and Environment and the landowner, on the
water well record form, form WWC-5, provided by the department.  The
contractor shall report to the department and to the landowner on the water
well record or attachments made thereto any polluted or other noncompliant
conditions which the contractor was able to correct and any conditions which
the contractor was unable to correct. The contractor shall report to the
department and the landowner the  plugging of any abandoned water well.
The report shall include the location, landowner’s name, method, type of
material, its placement and amount used to plug the abandoned water well.

A landowner who constructs, reconstructs, or plugs a water well, which will
be or was, used by the landowner for farming, ranching or agricultural
purposes or is located at the landowner’s place of abode, shall submit a water
well record, on Form WWC-5, of such work to the department within 30
days after the construction, reconstruction or plugging of the water well.  No
fee shall be required from the landowner for the record.

(b) Artificial recharge and return.  The construction of artificial recharge wells
and freshwater return wells shall comply with all applicable rules and
regulations of the department.
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(c) Well tests.  When a pumping test is run on a well, results of the test shall be
reported on the water well record, form WWC-5, or a copy of the
contractor’s record of the pumping test shall be attached to the water well
record.

(d) Water samples.  Within 30 days after receipt of the water well record, form
WWC-5, the department may request the contractor, or landowner who
constructs or reconstructs his or her own water well, to submit a sample of
water from the well for chemical analysis.  Insofar as is possible, the
department will define in advance areas from which well water samples are
required.  (Authorized by K.S.A. 82a-1205, and implementing K.S.A. 82a-
1202, 82a-1205, 82a-1212, 82a-1213; effective, E-74-34, July 02, 1974;
modified, L. 1975, ch. 481, May 01, 1975; amended May 01, 1980; amended
May 01, 1987.)

28-30-5. Construction regulations for public water supply and reservoir sanitation zone
wells.  All activities involving public water supply wells and wells located in
reservoir sanitation zones shall conform to existing statues, and rules and regulations,
of the Kansas Department of Health and Environment, including K.A.R. 28-10-100,
28-10-101, 28-15-16.  (Authorized by K.S.A. 82a-1205; implementing K.S.A. 82a-
1202, 82a-1205; effective, E-74-34, July 02, 1974; effective May 01, 1975; amended
May 01, 1980; amended May 01, 1983; amended May 01, 1987.)

28-30-6 Construction regulations for all wells not included under section 28-30-5.

(a) each water well shall be so located as to minimize the potential for
contamination of the delivered or obtained groundwater and to protect the
groundwater aquifers from pollution and contamination.

(b) Grouting:

(1) Construction or reconstructed wells shall be sealed by grouting the
annular space between the casing and the well bore from ground level
to a minimum of 20 feet or to a minimum of five feet into the first
clay or shale layer, if one is present, whichever is greater.  If a pitless
well adapter or unit is being installed, the grouting shall start below
the junction of the pitless well adapter or unit where it attaches to the
well casing and shall continue a minimum of 20 feet below this point,
or to a minimum of five feet into the first clay or shale layer,
whichever is greater.
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(2) To facilitate grouting, the grouted interval of the well bore shall be
drilled to a minimum diameter at least three inches greater than the
maximum outside diameter of the well casing.  If a pitless well
adapter or unit is being installed on the well’s casing, the well bore
shall be a minimum diameter of at least three inches greater than the
outside maximum diameter of the well casing through the grouted
interval below the point where the pitless well adapter or unit
attaches to the well casing.

(c) If groundwater is encountered at a depth less than the minimum grouting
requirement, the grouting requirement may be modified to meet local
conditions if approved by the department.

(d) Waters from two or more separate aquifers shall be separated from each other
in the bore hole by sealing the bore hole between the aquifers with grout.

(e) The well casing shall terminate not less than one foot above the finishing
ground surface.  No casing shall be cut off below the ground surface except
to install a pitless well adapter unit, which shall extend at least 12 inches
above the ground surface.  No opening shall be made through the well casing
except for installation of a pitless well adapter designed and fabricated to
prevent soil, subsurface and surface water from entering the well.

(f) Well vents shall be used and shall terminate not less than one foot above the
ground surface and shall be screened with brass, bronze, copper screen or
other screen materials approved by the department which are 16-mesh or
greater and turned down in a full 180 degree return bend so as to prevent the
entrance of contaminated materials.

(g) Prior to completion of a constructed or reconstructed well, the well shall be
cleaned of mud, drill cuttings and other foreign matter so as to make it
suitable for pump installations.

(h) Casing.  All wells shall have durable watertight casing from at least one foot
above the finished ground surface to the top of the producing zone of the
aquifer.  The watertight casing shall extend not less than 20 feet below the
ground level.  Exceptions to either of the above requirements may be granted
by the department if warranted by local conditions.  The casing shall be
cleaned and serviceable and of a type to guarantee reasonable life so as to
insure adequate protection to the aquifer or aquifers supplying the
groundwaters.  Used, reclaimed, rejected, 
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or contaminated pipe shall not be used for casing any well.  All water well
casing shall be approved by the department.

(i) All wells, when unattended during construction, reconstruction, treatment or
repair, or during use as cased test holes, observation or monitoring wells,
shall have the top of the well casing securely capped in a watertight manner
to prevent contaminating or polluting materials from gaining access to the
groundwater aquifer.

(j) During construction, reconstruction, treatment or repair and prior to its first
use, all wells producing water for human consumption or food processing,
shall be disinfected according to K.A.R. 28-30-10.

(k) The top of the well casing shall be sealed by installing a sanitary well seal.

(l) All groundwater producing zones that are known or suspected to contain
natural or manmade pollutants shall be adequately cased and grouted off
during construction of the well to prevent the movement of the polluted
groundwater to either overlying or underlying fresh groundwater zones.

(m) Toxic materials shall not be used in the construction, reconstruction,
treatment or plugging of a water well unless those materials are thoroughly
flushed from the well prior to use.

(n) Any pump pit shall be constructed at least two feet away from the water well.
The pipe from the pump or pressure tank in the pump pit to the water well
shall be sealed in a watertight manner where it passes through the wall of the
pump pit.

(o) Water wells shall not be constructed in pits, basements, garages, or crawl
spaces.  Existing water wells which are reconstructed, abandoned and
plugged in basements shall conform to these rules and regulations except that
the finished grade of the basement floor shall be considered ground level.

(p) All drilling waters used during the construction or reconstruction of any
water well shall be initially disinfected by mixing with the water enough
sodium hypochlorite to produce at least 100 milligrams per liter, mg/l, of
available chlorine.
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(q) Natural organic or nutrient producing material shall not be used during the
construction, reconstruction or treatment of a well unless it is thoroughly
flushed from the well and the groundwater aquifer or aquifers before the well
is completed.  Natural organic or nutrient producing material shall not be
added to a grout mix used to grout the well’s annular space.

(r) Pump mounting.

(1) All pumps installed directly over the well casing shall be so installed
that an airtight and watertight seal is made between the top of the
well casing and the gear or pump head, pump foundation or pump
stand.

(2) When the pump is not mounted directly over the well casing and the
pump column pipe or pump suction pipe emerges from the top of the
well casing, a sanitary well seal shall be installed between the pump
column pipe and pump suction pipe and the well casing.  An airtight
and watertight seal shall be provided for the cable conduit when
submersible pumps are used.

(s) Construction of sand point or well point water wells.  Sand point or well
point water wells shall be constructed by drilling or boring a pilot hole to a
minimum depth of three feet below ground surface.  The pilot hole shall be
a minimum of three inches greater in diameter than the drive pipe or point
wells shall only be completed by using the casing method or the drive pipe
method as described in paragraphs (1) and (2) below or other methods as
described in paragraph (3) below.  Sand point wells constructed prior to the
effective date of this regulation shall not be required to meet these
requirements.  All sand point wells that are replaced, constructed,
reconstructed or plugged after the effective date of this regulation shall meet
these regulations.

(1) Casing method.  Approved, durable, watertight well casing shall be
set from a minimum of three feet below the ground surface to at least
one foot above the ground surface.  The casing shall be sealed
between the casing and the pilot hole with approved grouting material
from the bottom of the casing to ground surface.  The drive pipe shall
be considered the pump drop pipe.  For underground discharge
completions, a “T” joint shall be used.  The drive pipe shall be
capped with a solid cap at the “T” joint when the casing method is
used.  An approved sanitary well seal and a well vent shall be
installed on the top of the well casing in accordance with K.A.R. 28-
30-6 (f) and (k).
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(2) Drive pipe method.  Sand point wells may be installed without a
casing for above ground discharge completions only.  In such
completions, the drive pipe shall terminate at least one foot above
finished ground level.  The annular space between the drive pipe and
the pilot hole shall be sealed with approved grouting material from
the bottom of the pilot hole to ground surface.  The top of the drive
pipe shall be sealed airtight and watertight with a solid cap of the
same material as the drive pipe.  A well vent shall not be required for
the drive pipe method.

(3) Other methods.  Other methods may be specifically approved by the
department on a case-by-case basis by using the appeal procedure
included in K.A.R. 28-30-9.

        
(4) Abandonment of sand point wells.  Upon abandonment of a sand

point well, the contractor or landowner shall either pull the drive pipe
or leave it in place.  If the drive pipe is left in place, the sand point
well shall be plugged from the bottom of the well to three feet below
the ground surface with approved grouting material.  The drive pipe
well shall be cut off three feet below the ground surface and the
remaining three foot deep hole shall be backfilled with surface soil.

If the drive pipe is completely pulled, the remaining hole shall be
plugged with approved grouting material from the bottom of the
remaining hole to three feet below the ground surface.  The hole shall
be backfilled with surface soil from 3 feet to ground surface.
(Authorized by K.S.A. 1991 Supp. 82a-1205; implementing K.S.A.
82a-1202, K.S.A. 1991 Supp. 82a-1205; effective, E-74-34, July 02,
1974; modified, L. 1975, ch. 481, May 01, 1975; amended May 01,
1980; amended May 01, 1983; amended May 01, 1987; amended
June 21, 1993.)

28-30-7. Plugging of abandoned wells, cased and uncased test holes.

(a) All water wells abandoned by the landowner on or after July 01, 1979, and
all water wells that were abandoned prior to July 01, 1979 which pose a
threat to groundwater supplies, shall be plugged or caused to be plugged by
the landowner.  In all cases, the landowner shall perform the following as
minimum requirements for plugging abandoned wells.

(1) The casing shall be cut off three feet below ground surface and
removed.



Page 13

(2) All wells shall be plugged from bottom to top using volumes of
material equaling at least the inside volume of the well.

(3) Plugging top of well:

(A) For cased wells a grout plug shall be placed from six to three
feet below ground surface.

(B) For dug wells, the lining material shall be removed to at least
five feet below ground surface, and then sealed at five feet
with a minimum of six inches of concrete or other materials
approved by the department.  Compacted surface silts and
clays shall be placed over the concrete seal to ground surface.

(4) Any groundwater displaced upward inside the well casing during the
plugging operation shall be removed before additional plugging
materials are added.

(5) From three feet below ground level to ground level, the plugged well
shall be covered over with compacted surface silts or clays.

(6) Compacted clays or grout shall be used to plug all wells from the
static water level to six feet below surface.

(7) All sand and gravel used in plugging abandoned domestic or public
water supply wells shall be chlorinated prior to placement into a well.

(b) Abandoned wells formerly producing groundwater from an unconfined
aquifer shall be plugged in accordance with the foregoing and in addition
shall have washed sand, and gravel or other material approved by the
department placed from the bottom of the well to the static water level.

(c) Abandoned wells, formerly producing groundwater from confined and
unconfined aquifers or in confined aquifers only, shall be plugged according
to K.A.R. 28-30-7(a) and by using one of the following additional
procedures:

(1) The entire well column shall be filled with grout, or other material
approved by the department, by use of a grout tremie pipe.
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(2) A 10 foot grout plug shall be placed opposite the impervious
formation or confining layer above each confined aquifer or aquifers
by use of a grout tremie pipe; and

      
(A) The space between plugs shall be filled with clays, silts, sand

and gravel or grout and shall be placed inside the well so as
to prevent bridging.

(B) A grout plug at least 20 feet in length shall be placed with a
grout pipe so at least 10 feet of the plug extends below the
base of the well casing and at least 10 feet of the plug extends
upward inside the bottom of the well casing.

(C) A grout plug at least ten feet in length shall be placed from at
least 13 feet below ground level to the top of the cut off
casing.

(3) Wells that have an open bore hole below the well casing, and where
the casing was not grouted into the well bore when the well was
constructed, shall be plugged by (1) or (2) above, except that the top
20 feet of well casing shall be removed or perforated with the casing
ripper or similar device prior to plugging.  If the well is plugged
according to part (2) of this subsection, the screened or perforated
intervals below the well casing shall be grouted the entire length by
use of a grout tremie pipe.

(d) Plugging of abandoned holes.  If the hole penetrates an aquifer containing
water with more than 1,000 milligrams per liter, mg/l, total dissolved solids
or is in an area determined by the department to be contaminated, the entire
hole shall be plugged with an approved grouting material from the bottom of
the hole, up to within three feet of the ground surface using a grout tremie
pipe or similar method.  From three feet below ground surface to ground
surface the plugged hole shall be covered over with compacted surface silts
or clays; otherwise, the hole shall be plugged in accordance with the
following paragraphs.

(1) Plugging of abandoned cased test holes.  The casing shall be removed
if possible and the abandoned test hole shall be plugged with an
approved grouting material from the bottom of the hole, up to within
three feet of the ground surface, using a grout tremie pipe or similar
method.   From  three  feet below ground surface to  ground surface  
the plugged hole shall be covered over with compacted surface
silts or clays.   
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If the casing cannot be removed, in addition to plugging the hole with
an approved grouting material the annular space shall also be grouted
as described in K.A.R. 28-30-6 or as approved by the department.

(2) Abandoned uncased test holes, exploratory holes or any bore holes
except seismic or oil field related exploratory and services holes
regulated by the Kansas Corporation Commission under K.A.R. 82-3-
115 through 82-3-117.  A test hole or bore hole drilled, bored, cored
or augered shall be considered an abandoned hole immediately after
the completion of all testing, sampling or other operations for which
the hole was originally intended.  The agency or contractor in charge
of the exploratory or other operations for which the hole was
originally intended is responsible for plugging the abandoned hole
using the following applicable method, within three calendar days
after the termination of testing other operations.

(A) The entire hole shall be plugged with an approved grouting
material from bottom of the hole, up to within three feet of
the ground surface, using a grout tremie pipe or similar
method.

(B) From three feet below ground surface to ground surface the
plugged hole shall be covered over with compacted surface
silts or clays.

(C) For bore holes of 25 feet or less, drill cuttings from the
original hole may be used to plug the hole in lieu of grouting
material, provided that an aquifer is not penetrated or the bore
hole is not drilled in an area determined by the department to
be a contaminated area.

(3) Plugging of heat pump holes drilled for closed loop heat pump
systems.  The entire hole shall be plugged with an approved grouting
material from bottom of the hole, to the bottom of the horizontal
trench, using a grout tremie pipe or similar method approved by the
department.
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(e) Abandoned oil field water supply wells.  A water well drilled at an oil or gas
drilling site to supply water for drilling activities shall be considered an
abandoned well immediately after the termination of  the oil or gas drilling
operations.  The company in charge of the drilling of the oil or gas well shall
be responsible for plugging the abandoned water well, in accordance with
K.A.R. 28-30-7(a), (b), and (c), within 30 calendar days after the termination
of oil and gas drilling operations.

Responsibility for the water well may be conveyed back to the landowner in
lieu of abandoning and plugging the well but the well must conform to the
requirements for active or inactive status.  The transfer must be made through
a legal document, approved by the department, advising the landowner of the
landowner’s responsibilities and obligations to properly maintain the well,
including the proper plugging of the well when it is abandoned and no longer
needed for water production activities.  If a transfer is to be made, the oil or
gas drilling company shall provide the department with a copy of the transfer
document within 30 calendar days after the termination of oil or gas drilling
operations.  Within 30 calendar days of the effective date of the transfer of
the well the landowner shall notify the department of the intended use and
whether the well is in active status or inactive status in accordance with
K.A.R. 28-30-7(f).

(f) Inactive status.  Landowners may obtain the department’s written approval
to maintain wells in an inactive status rather than being plugged if the
landowner can present evidence to the department as to the condition of the
well and as to the landowner’s intentions to use the well in the future.  As
evidence of intentions, the owner shall be responsible for properly
maintaining the well in such a way that:

(1) The well and the annular space between the hole and the casing shall
have no defects that will permit the entrance of surface water or
vertical movement of subsurface water into the well;

(2) the well is clearly marked and is not a safety hazard;

(3) the top of the well is securely capped in a watertight manner and is
adequately maintained in such a manner as to prevent easy entry by
other than the landowner;

(4) the area surrounding the well shall be protected from any potential
sources of contamination within a 50 foot radius;
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(5) if the pump, motor or both, have been removed for repair,
replacement, etc., the well shall be maintained to prevent injury to
people and to prevent the entrance of any contaminant or other
foreign material;

(6) the well shall not be used for disposal or injection of trash, garbage,
sewage, wastewater or storm runoff; and

(7) the well shall be easily accessible to routine maintenance and
periodic inspection.

The landowner shall notify the department of any change in the status
of the well.  All inactive wells found not to be in accordance with the
criteria listed in lines one through seven above shall be considered to
be abandoned and shall be plugged by the landowner in accordance
with K.A.R. 28-30-7(a) through (c).  (Authorized by K.S.A. 82a-
1205; implementing K.S.A. 82a-1202, 82a-1205, 82a-1212, 82a-
1213; effective, E-74-34, July 02, 1974; modified, L. 1975, ch. 481,
May 01, 1975; amended May 01, 1980; amended May 01, 1983;
amended May 01, 1987.)

28-30-8. Pollution sources.  Well locations shall be approved by municipal and county
governments with respect to distances from pollution sources and compliance with
local regulations.  The following minimum standard shall be observed.

(a) The horizontal distances between the well and the potential source of
pollution or contamination such as sewer lines, pressure sewer lines, septic
tanks, lateral fields, pit privy, seepage pits, fuel or fertilizer storage, pesticide
storage, feed lots or barn yards shall be 50 feet or more as determined by the
department.

(b) Proper drainage in the vicinity of the well shall be provided so as to prevent
the accumulation and ponding of surface water within 50 feet of the well.
The well shall not be located in a ravine or any other drainage area where
surface water may flow into the well.

(c) When sewer lines are constructed of cast iron, plastic or other equally tight
materials, the separation distance shall be 10 feet or more as determined by
the department.
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(d) All wells shall be 25 feet or more from the nearest property line, allowing
public right-of-ways to be counted; however, a well used only for irrigation
or cooling purposes may be located closer than 25 feet to an adjoining
property where:

(1) such adjoining property is serviced by a sanitary sewer and does not
contain a septic tank system, disposal well or other source of
contamination or pollution; and

(2) the property to be provided with the proposed well is served by both
a sanitary sewer and a public water supply.  (Authorized by and
implementing K.S.A. 82a-1202, 82a-1205; effective, E-74-34, July
02, 1974; modified, L. 1975, ch. 481, May 01, 1975; amended May
01, 1980; amended May 01, 1987.)

28-30-9. Appeals.

(a) Requests for exception to any of the foregoing rules and regulations shall be
submitted to the department in writing and shall contain all information
relevant to the request.

(1) Those requests shall specifically set forth why such exception should
be considered.

(2) The department may grant exceptions when geologic or hydrologic
conditions warrant an exception and when such an exception is in
keeping with the purposes of the Kansas groundwater exploration and
protection act.

(b) Appeals from the decision of the department shall be made to the secretary,
who after due consideration may affirm, reverse or modify the decision of the
department.  (Authorized by K.S.A. 82a-1205; implementing K.S.A. 82a-
1202, 82a-1205; effective, E-74-34, July 02, 1974; effective May 01, 1975;
amended May 01, 1980; amended May 01, 1983; amended May 01, 1987.)

28-3-10 Water well disinfection for wells constructed or reconstructed for human
consumption or food processing.

(a) Gravel for gravel-packed wells shall be disinfected by immersing the gravel
in a chlorine solution containing not less than 200 milligrams per liter, mg/l,
of available chlorine before it is placed in the wells annular space.
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(b) Constructed or reconstructed wells shall be disinfected by adding sufficient
hypochlorite solution to them to produce a concentration of not less than 100
mg/l of available chlorine when mixed with the water in the well.

(c) The pump, casing, screen and pump column shall be washed down with a
200 mg/l available chlorine solution.

(d) All persons constructing, reconstructing, or treating, a water well and
removing the pump or pump column, replacing a pump, or otherwise
performing an activity which has potential for contaminating or polluting the
groundwater supply shall be responsible for adequate disinfection of the well,
well system and appurtenances thereto.  (Authorized by and implementing
K.S.A. 82a-1202, 82a-1205; effective, E-74-34, July 02, 1974; modified, L.
1975, ch. 481, May 01, 1975; amended May 01, 1080; amended May 01,
1987.)

28-30-200.  Definitions.  

In addition to the definitions in K.A.R. 28-30-2, the following definitions shall
apply to the Equus Beds groundwater management district no. 2:

(a) “Bedrock” means shale, limestone, sandstone, siltstone, anhydrite, gypsum,
salt, or other consolidated rock that can occur at the surface or underlie
unconsolidated material.

(b) “Board” means the board of directors constituting the governing body of the
Equus Beds groundwater management district no. 2.

(c)  “Borehole” means any hole that is drilled, cored, bored, washed, driven, dug,
or otherwise excavated, in which the casing and screen have been removed
or in which the casing has not been installed.

(d) “Contaminate” means to engage in any act or omission causing the addition
or introduction of substances to freshwater in concentrations that alter the
physical, chemical, biological, or radiological properties of the freshwater,
making the water unfit for beneficial use.

(e)  “District” means the Equus Beds groundwater management district no. 2,
which is organized for groundwater management purposes pursuant to
K.S.A. 82a-1020  et seq., and amendments thereto.

(f) “Fluid” means any material or substance that flows or moves in a semisolid,
liquid, sludge, gas, or any other form or state. 
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(g)  “Free-fall” means a method used to place grout in a water well or borehole
that meets all of the following conditions:

(1) The total grouting depth below ground level does not exceed 75 feet.

(2)  The grouting interval is free of fluids.

(3) The diameter of the water well casing or borehole is sufficient to
allow the unobstructed flow of grout throughout the entire grouting
interval.

(4) Grout is poured or discharged into the water well or borehole at a
controlled rate.

(h) “Fresh groundwater” means water containing not more than 1,000 milligrams
of total dissolved solids per liter and 500 milligrams of chloride per liter.

(i) “Grout” has the meaning specified in K.A.R. 28-30-2.

(j) “Grout seal” means grout that is installed, placed, pumped, or injected to
create a permanent, impervious watertight bond in a well casing, annular
space, geologic unit, or any other apertures or apparatuses associated with a
water well or borehole.

(k)  “Inactive well” means a water well that meets the following conditions:

(1) Is not operational;

(2) is properly constructed as specified in K.A.R. 28-30-5 or K.A.R. 28-
30-6;

(3)  is equipped with a watertight seal; and

(4) is maintained in good repair until the water well is returned to service
as an active water well. 

(l) “Licensed geologist” means a geologist licensed to practice geology in
Kansas by the Kansas board of technical professions.

(m) “Licensed professional engineer” means a professional engineer licensed to
practice engineering in Kansas by the Kansas board of technical professions.

(n)  “Monitoring well” means a water well used to monitor, obtain, or collect
hydrologic, geologic, geophysical, chemical, or other technical data
pertaining to groundwater, surface water, or other hydrologic conditions.
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(o)  “Test borehole” means a borehole used to obtain or collect hydrologic,
geologic, geophysical, chemical, or other technical data pertaining to
groundwater, surface water, or other hydrologic conditions by means of
placing sampling, logging, testing, casing, screen, or associated tools or
equipment in the borehole for fewer than 30 days. (Authorized by and
implementing K.S.A. 2004 Supp. 82a-1028 and K.S.A. 82a-1213;  effective
P-September 30, 2005)

28-30-201.  Plugging operations; notification; report.  

(a) All plugging operations shall be supervised by one of the following:

(1) A water well contractor licensed by the department; 

(2) a licensed professional engineer or licensed geologist; or

(3) the water well or borehole owner, or the landowner of the property on
which the water well or borehole is located.

(b) Each water well or borehole owner, or the landowner of the property on
which the water well or borehole is located, shall notify the district within 48
hours before any plugging operations occur.

(c) Within 30 days after the plugging operation is completed, one of the
following requirements shall be met:

(1) The water well contractor, licensed professional engineer, or licensed
geologist that supervised the water well or borehole plugging
operations shall submit a completed report of the work on the
department’s plugging record form WWC-5P or WWC-5 to the
department, the district, and the landowner.

(2) The water well or borehole owner, or the landowner of the property
on which the water well or borehole is located, shall submit a
completed report of the work on the department’s plugging record
form WWC-5P or WWC-5 to the department and the district.
(Authorized by and implementing K.S.A. 2004 Supp. 82a-1028 and
K.S.A. 82a-1213;  effective P-September 30, 2005)

 
28-30-202.  Plugging operations for an abandoned water well or borehole; responsibility.

(a) Each water well or borehole shall be considered abandoned if at least one of
the following conditions exists:
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(1) The water well or borehole was not completed.

(2) The water well or borehole threatens to contaminate fresh
groundwater.

(3) The water well or borehole poses a safety or health hazard.

(4) Uncontrolled fluid flow is encountered or present in the water well or
borehole.

(5) The use of the water well or borehole has ceased.

(6) The borehole testing, sampling, or other operations are completed
within 30 days of completion of the borehole drilling.

(7) The water well or borehole owner has not demonstrated the intention
to use the water well or borehole.

(8) The water well can not be maintained in an active or inactive status.

(9) The water well or borehole is not operational or functional for the
intended use.

(b) Each water well or borehole owner or the landowner of the property shall plug
or cause an abandoned water well or borehole to be plugged as required in
subsection (c) of this regulation.

(c)      Except as specified in subsection (e), the minimum plugging operations for
an abandoned water well or borehole shall include the following:

(1) Before plugging operations begin, the following water well or
borehole data shall be recorded as follows:

(A) The legal description of the water well or borehole location, to
the nearest 10-acre tract and, if available, the geographic
coordinates consisting of the latitude, longitude, and base
datum;

(B) the diameter of the water well or borehole;

(C) the static water level; and
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(D) the total depth of the water well or borehole.

(2) The materials used to plug a water well or borehole shall be clean, free
of defects, properly prepared, and installed according to the
manufacturer’s specifications.

(3) All plugging material that forms a bridge, entraps air or other fluids,
or forms a blockage in the water well or borehole shall be freed or
removed before continuing plugging operations.

(4) All pumping, sampling, logging, and related equipment and any other
material or debris in the water well or borehole shall be removed from
the water well or borehole.

(5) The annular space of the water well shall be grouted as specified in
K.A.R. 28-30-203.

(6) Before plugging operations begin and when plugging operations are
suspended or interrupted,  the opening of the water well or borehole
shall be secured to prevent fluids from entering the water well or
borehole.

(7) Before placement of any plugging material, the water well or borehole
shall be disinfected as specified in K.A.R. 28-30-205.

(8) Except as specified in subsection (d) of this regulation, all of the
following minimum grouting requirements shall be met:

(A) The water well or borehole shall be grouted from the bottom
to three feet below ground level.

(B) Each  water well meeting the requirements of subsection (d)
shall be grouted from the top of the sand or gravel plugging
material to three feet below ground level.

(C) Grout shall be placed in the water well or borehole using one
of the following:

(i) A grout tremie pipe;

(ii)  free-fall; or 

(iii) a grouting procedure recommended by the grout
manufacturer.
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(D) Grout shall be allowed to cure as recommended by the grout
manufacturer.

(9) Except as required by K.A.R. 28-30-203, the water well casing shall
be cut off at a minimum of three feet below land surface and removed.

(10)  From three feet below land surface to land surface, the water well or
borehole shall be backfilled with clean, compacted topsoil and sloped
so that drainage or runoff is directed away from the plugged water
well or borehole.

(d) Any water well or borehole owner, landowner of the property, water well
contractor, licensed geologist, or licensed professional engineer may utilize
coarse sand or fine gravel to plug a water well by filling the water well casing
to the static water level or six feet below ground level, whichever is the
greater distance below ground level, if both of the following water well
conditions are present:

(1) The water well is cased.

(2) The water well is completed in a single unconfined aquifer.

(e) Drill cuttings from the original borehole may be used to plug a borehole that
meets all of the following conditions:

(1) The depth of the borehole is less than the highest historical
groundwater level.

(2) The depth of the borehole is 25 feet or less below ground level.

(3) The borehole is not located in a contaminated area.  (Authorized by
and implementing K.S.A. 2004 Supp. 82a-1028 and K.S.A. 82a-1213;
effective P-September 30, 2005)

28-30-203. Annular space grouting procedures.   

(a) Each water well or borehole owner or landowner of the property with an
abandoned water well that was constructed on or after May 1, 1983 shall
have the water well’s annular space grouted as follows:

(1) From three feet below ground level to a minimum of 20 feet below
ground level; or
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(2) below the point at which a pitless well adapter attaches to the well
casing to a minimum of 20 feet below the pitless well adapter.

(b) The annular space of each abandoned water well in which the water well
was constructed before May 1, 1983 shall be grouted as follows:

(1) If the annular space does not contain grout or gravel pack and is
free of debris, the grout shall be placed in the annular space in the
following manner:

(A)   From three feet below ground level to 20 feet below ground
level; or

(B) below the point at which a pitless well adapter attaches to
the well casing to a minimum of 20 feet below the pitless
well adapter.

(2) If the annular space contains gravel pack or other material, all of the
following requirements shall be met:

(A) The well casing shall be removed to a depth of four feet
below ground level.

(B) The annular space shall be freed of gravel pack, any other
material, and fluid from the top of the casing to six feet
below the top of the well casing. 

(C) The grout shall be placed in the annular space from six feet
below the top of the well casing to one foot above the top of
the well casing.

(c) From three feet below ground level to ground level, the water well or
borehole shall be backfilled with clean, compacted topsoil and sloped so
that the drainage or runoff is directed away from the plugged water well or
borehole.

(d) If groundwater is encountered at a depth less than the minimum grouting
requirement, the annular space grouting requirement may be modified by
requesting a variance from the district as specified in K.A.R. 28-30-208. 
(Authorized by and implementing K.S.A. 2004 Supp. 82a-1028 and K.S.A.
82a-1213; effective P-September 30, 2005)
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28-30-204.  Inactive well; application; construction and extension.  

(a) Each owner of an inactive water well shall meet the following
requirements:

(1) Submit a completed, signed, and notarized  inactive water well
agreement, on a  form provided by the district, to the district
manager 30 days before placing the well on inactive status.  The
form shall include a statement that the water well does not pose a
public health or safety hazard and does not threaten to contaminate
the groundwater;

(2) remove all pumping equipment from the water well;

(3) construct the water well and the annular space as specified in
K.A.R. 28-30-6;

(4)  seal and maintain the water well and the annular space  to prohibit
the entrance of surface fluids and materials and the vertical
movement of subsurface water into the well and to prevent damage;

(5)       post a sign that meets the following conditions within three feet of
the water well:

(A) Has a minimum height of three feet above land surface;

(B)  is easily visible; 

(C)  is continually maintained; and

(D) is constructed with the words “Inactive Water Well” and a
legal description consisting of the 10-acre tract, section,
township, and range description printed legibly; and

(6) securely install a watertight seal or cap on the water well casing
opening a minimum of one foot above land surface that consists of
one of the following:

(A) Steel plating that is a minimum of 1/4 inch thick and is
welded to the casing opening; 
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(B) a polyvinylchloride cap glued to the water well casing
opening, with a minimum standard dimension ratio (SDR)
of 21 or less on well casing less than four inches in diameter
and a minimum SDR of 26 or less on well casing  four or
more inches in diameter.  The SDR shall be calculated by
dividing the casing’s outside diameter (OD) by its minimum
wall thickness (MWT); or

(C) any other seal or cap that is approved by the district
manager.

(b) Each water well owner shall repair all damage to the water well within 30
days, unless the district manager determines that the water well poses a
public health or safety hazard, in which case the district manager shall set
the time period for fewer than 30 days.

(c) Each water well owner shall notify the district within 30 days after the
water well is returned to service as an active water well.

(d) The district manager or a staff member of the district may inspect any
inactive water well.

(e) Each water well owner shall be responsible for properly maintaining the
water well in the inactive status.

(f) A radius of 50 feet around the inactive well shall be free of contamination.

(g) An inactive water well shall not be used for disposal or injection of any
fluids or materials.

(h) Each inactive water well shall be easily accessible for routine maintenance
and inspection.

(i) Each water well owner shall notify the district manager of any change in
the condition of the water well.

(j) Each inactive water well that does not meet the requirements of these
regulations shall be deemed abandoned and shall be plugged in accordance
with these regulations.

(k) The expiration date of the inactive water well period may be extended
beyond the date authorized in the approved inactive water well agreement
or the date of any extension authorized by the
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district manager, if the water well is in good repair and meets the
requirements of these regulations. The extension of time shall not exceed
one year beyond the expiration date of the inactive well agreement or the
date of any authorized extension.

(l) Each approved inactive water well request and each approved extension of
time shall be reported by the district to the department, in writing, within
30 days of approval on a form provided by the district.  (Authorized by and
implementing K.S.A. 2004 Supp. 82a-1028 and K.S.A. 82a-1213; effective
P-September 30, 2005)

28-30-205.  Disinfection of an abandoned water well or borehole.  

(a) Except at specified in subsection (b), the following minimum quantities of
sodium hypochlorite with 5.25 percent to 6.0 percent strength,
manufactured under trade names including Clorox, Purex, Sno-White, and
Topco, and other bleach products with similar properties, shall be used  to
disinfect each abandoned water well or borehole:

        Water well casing or hole diameter Sodium hypochlorite
        (inches)                      (fluid ounces per foot of 

      water column) 

1.25 0.015
1.5 0.023
2 0.041
2.5 0.064
3 0.094
3.5 0.127
4 0.165
5 0.259
6 0.381
8 0.660

10 1.036
12 1.490
14 2.031
16 2.650
18 3.354
24 5.966
30 9.317

(b) Any concentration of sodium hypochlorite not specified in subsection (a) or
any combination of calcium hypochlorite may be
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used to disinfect an abandoned water well or borehole, if a minimum
concentration of 100 milligrams of chlorine solution per liter per foot of
water column in the water well or borehole is produced.   (Authorized by
and implementing K.S.A. 2004 Supp. 82a-1028 and K.S.A. 82a-1213;
effective P-September 30, 2005.)

28-30-206.  Administrative appeal to the board.  

(a) Any owner of a water well or borehole or any person whose legal rights,
duties, privileges, immunities, or other legal interests are affected by an
order issued by the district may request an appeal hearing with the board.

(b) The request for hearing shall be filed with the board within 30 days after
service of the order on the owner or owners of the water well or borehole
or any person whose legal rights, duties, privileges, immunities, or other
legal interests are affected by the order.  The request for hearing shall state
the basis for requesting a hearing and shall be accompanied by
documentation supporting the request.

(c) During the hearing, the board may take into consideration any relevant
information or data, including information and data from any person whose
legal rights, duties, privileges, immunities, or other legal interests may be
affected by the order.

(d) After consideration of all information and data presented, the board shall
issue one of the following:

(1) An order remanding the case to the district manager with
instructions for additional investigation; or

(2)  a final order that contains findings of fact and conclusions of law.

(e) Within 15 days of the service of a final order, the owner or owners of the
water well or borehole or any person whose legal rights, duties, privileges,
immunities, or other legal interests are affected may file a written petition
for reconsideration to the board.  The petition for reconsideration shall state
the basis and contain any facts and conclusions of law that are in dispute.

(f) The board shall render a written order denying the petition for
reconsideration, granting the petition for reconsideration and modifying the
final order, or granting the petition for
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reconsideration and setting the matter for further proceedings.  After
further proceedings, the petition for reconsideration may be denied or
granted in whole or in part.  

(g) Unless clear and convincing evidence is presented to the board, the board
shall not render a written order if the order would result in any of the
following:

(1) The impairment of an existing groundwater use;

(2)  an adverse effect on public health, safety, or the environment;

(3)  the threat of groundwater contamination;

(4)  an adverse effect on the public interest; or

(5)  the impairment of the board’s ability to apply and enforce these
regulations or the management program specified in K.S.A. 82a-
1029, and amendments thereto.

(h) Any owner or owners or any person whose legal rights, duties, privileges,
immunities, or other legal interests are affected by a final order or order
rendered upon reconsideration may seek judicial review pursuant to the act
for judicial review and civil enforcement of agency actions specified in
K.S.A. 77-601 et seq., and amendment thereto.

(i) Each order issued by the board shall be mailed to the owner or owners; any
person whose legal rights, duties, privileges, immunities, or other legal
interests are affected by the order; and the department.  Service shall be
deemed  complete upon mailing.   (Authorized by and implementing
K.S.A.  2004 Supp. 82a-1028; effective P-September 30, 2005)

28-30-207.  Variance; extension of time. 

(f) If an individual or party wants a variance from any of the regulations
contained in K.A.R. 28-30-200 through K.A.R. 28-30-206 or an extension
of time pursuant to K.A.R. 28-30-204, the individual or party shall submit a
request, in writing, to the district.

(1) Each request shall include the following:
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(A) The name, address, telephone number, and  contact person
of the individual or party requesting the variance or
extension of time;

(B) the specific legal description of the site location to which the
variance or extension of time would apply;

(C) the specific regulation from which the variance is sought or
the amount of time requested; and

(D) the reason for requesting the variance or extension of time
and any supporting data.

(2) A variance or extension of time may be granted by the district
manager if the variance or extension is in keeping with the purposes
of the Kansas groundwater exploration and protection act and the
groundwater management district act.

(b)  Each variance or extension of time granted by the district manager shall be
reported by the district to the department within 30 days of approval. 
 

(c)  Each individual or party who wants an extension of time for the inactive
water well period shall submit the request at least 30 days before the
expiration date on a form provided by the district. (Authorized by and
implementing K.S.A. 2004 Supp. 82a-1028; effective P-September 30,
2005.)
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          Effective May 01, 1980

Kansas Department of Health and Environment
Approved Water Well Casing

(Authorization K.A.R. 28-30-6(h))

Water Well Casing for Water Wells Other Than Public
Water Supply and Reservoir Sanitation Zone Water Wells

STEEL AND WROUGHT IRON

                                                                                                                                                            
Nominal Diameter, (in inches)

Dept of 04 06 08 10 12 14 16 18 24 30
Casing in Feet

Minimum Wall Thickness*
                                                                                                                                                            
    0-100 10 10 10 10 10 10 10 10  7 .219
100-200 10 10 10 10 10  7  7  7 .219 .219
200-400 10 10 10 10  7  7  7 .219 .250 .250
400-600  7  7  7  7  7  7 .219 .250 .312 .312
600 +  7 .219 .219 .219 .219 .219 .250 .375 .375 .375
                                                                                                                                                            

*Decimal numbers indicate thickness in inches.  Whole numbers indicate the United States
standard gage (10 gage=0.141 inches and 7 gage=.0179 inches.)
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Kansas Department of Health and Environment
Approved Water Well Casing

(Authorization K.A.R. 28-30-6(h))

Water Well Casing for Water Wells Other Than Public
Water Supply and Reservoir Sanitation Zone Water Wells

THERMAL PLASTIC WATER WELL CASING

For Polyvinyl Chloride (PVC), Styrene Rubber (SR)
which is the same as Rubber Modified Polystyrene (RMP)

and Acrylonitrile - Butadiene Styrene (ABS)

Minimum Wall Thickness (inches) and Tolerances (inches) made in
Standard Dimension Ratios (SDR)

Normal    SDR 26        SDR 21            SDR 17                    SDR 13.5
Pipe Size Min. Tol.    Min.     Tol.         Min.     Tol.        Min.       Tol.
                                                                                                                                                            
2 ----- ----- 0.113  0.020        0.140     0.020     0.176      0.021
2.5 ----- ----- 0.137    0.020        0.169     0.020          0.213      0.026
3 ----- ----- 0.167    0.020         0.206     0.025          0.259      0.031
3.5 ----- -----     0.190    0.023         0.235     0.028          0.296      0.036
4 0.173 0.021 0.214  0.026        0.265     0.032          0.333      0.040
5 0.214 0.027   0.265    0.032         0.327     0.039          0.412      0.049
6 0.255 0.031   0.316    0.038         0.390     0.047          0.491      0.058
8 0.332 0.040   0.410    0.049         0.508     0.061          -------       ------
10 0.413 0.050   0.511    0.061         0.632     0.076          -------       ------
12 0.490 0.059   0.060  0.073        0.750     0.090          -------       ------
14 0.539 0.065   
16 0.616 0.074
                                                                                                                                                            

The minimum is the lowest wall thickness of the wall casing pipe at any cross section.  All
tolerances are on the plus side of  the minimum requirement.
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MONITORING WELL DESIGN ADDITIONAL INSTRUCTIONS

Flush-Mount Well Head Completion:

K.A.R. 28-30-6(e) does not allow well casing to be terminated less than one foot above finished ground surface.
Because state trust fund site investigations are often conducted in areas where completing monitoring well heads above
grade is not practical, consideration must be given to completing flush-mount monitoring well heads.

If monitoring wells must be completed with a flush-mount well head design, a waiver of K.A.R. 28-30-6(e) must be
requested in writing.  The procedures for requesting a waiver of this regulation are described as follows:

1. Prior to the monitoring well installation, the written request must be submitted to Mr. Don Taylor at the address
indicated below.

2. The request must contain the following information:
a. Facility name and street address;
b. Legal description of the property where the wells are proposed to be located;
c. Number of wells to be installed with flush-mount well heads;
d. Reason(s) why the regulation should be waived;
e. Approximate depth to groundwater in the local area;
f. The general geology or lithologies expected to be encountered in drilling; and
g. Specifications and/or diagrams of the vault proposed to be installed including the manufacturer’s name

and any other descriptive information such as a manufacturer’s trade sheet.

3. Wait for approval of the waiver request before completing monitoring wells.

4. When waivers are approved and monitoring wells are installed with a flush-mount well head design, the well head
completion must be indicated accordingly in the lithologic section of the WWC-5 water well record form.  The
name of the KDHE contact person that approved the waiver must also be provided in the lithologic section of
the WWC-5 form.

Any waiver of regulations applies only to the wells and information indicated in the written request.  A verbal request
for waiver of regulations may be approved on any additional wells needed for the same area or site.  The verbal request
must be directed to Mr. Don Taylor.

Monitoring Well Grouting Requirements:

K.A.R. 28-30-6, part (b) requires that constructed or reconstructed wells be sealed by grouting the annular space
between the casing and the well bore from ground level to a minimum of 20 feet or to a minimum of five feet into the
first clay layer, whichever is greater.  Part (c) of the same regulation specifies if groundwater is encountered at a depth
less than the minimum grouting requirements, the grouting requirement may be modified to meet local conditions if
approved by the department.

If modifications to the grouting requirements are necessary solely because of shallow groundwater, a waiver of the
regulations is not needed; however, the reason for modifying the grouting requirements must be indicated accordingly
on the WWC-5 water well record form.  In situations where grouting modifications are required for reasons other than
shallow groundwater, a waive of K.A.R. 28-30-6(b) must be obtained following the same procedures as described for
flush-mount well heads above.

Submit requests for waivers and direct any questions on well design regulations to:

Mr. Don Taylor
Kansas Department of Health & Environment

Bureau of Water - Geology Section
1000 S.W. Jackson Street, Suite #420

Topeka, Kansas 66612-1367
Phone: (785) 296-5522















METHODS FOR CHLORINATING
PRIVATE WATER SUPPLIES

1. The well cover should be removed so that fluid can be dumped or poured into the well, if
possible the pumping system should remain functional.  Caution must be taken to avoid
electrical shock.

2. The volume of water contained in the system should be estimated so that the appropriate
amount of chlorine bleach can be added.  The volume of water in the well, piping, pressure
tank, and water heater must be totaled.

a. The volume of the well should be estimated by subtracting the depth to the water
inside the well from the total depth of the well.  This will tell you how many feet of
water are in the well.  The attached chart shows how many gallons of water per foot
are contained in each different size (diameter) wells.

b. The volume of the water heater and the pressure tank (if used) should be readily
available.

c. The piping from the well to the point of use can be estimated at between 20 and 100
gallons depending on the length and size of piping to the house and the number of
sinks, toilets, showers or other dispensers.  If the well is a long distance from the
house (over 200 ft.) Some additional volume should be added.

d. Total the volume of water contained in the entire system.

1. The amount of water contained in the well ____________

2. Capacity of the water heater ____________
Capacity of the pressure tank ____________

3. Estimated volume contained in the piping ____________

4. Total: Add the four numbers above to obtain the
total volume of water in the system. ____________

One ounce of chlorine bleach should be added for every 2 gallons of water in the system.
More chlorine may be required for heavy concentrations of bacteria to insure that the
disinfection of the system is complete.  In most cases ½ to 1 gallon of chlorine laundry
bleach is an ample amount to obtain complete disinfection of the system even with heavy
bacteria concentrations.  The chlorine bleach should be diluted before it is added to the well
to minimize any corrosion of metal casing or pump parts from concentrated chlorine.

3. Obtain a tank or enough clean buckets or containers which can be filled with chlorinated
water to equal at least the volume of water contained in the well.  The chlorine solution can
be mixed up by adding 1 oz. of chlorine bleach to every 2 gallons of water in the containers.
These containers should be placed near the well before the chlorine solution is mixed since
they will be poured into the well once step 4 has been completed.



4. Add the required amount of chlorine to the well. Run the hose from the nearest facet to the
well and circulate the chlorine mixture through the hose and back into the well.  By
circulating the water in the well an even mixture of chlorine solution can be obtained.  While
mixing the chlorine solution with the hose the sides of the casing and the drop pipe for the
pump can be washed with the chlorinated mixture.

A strong odor of chlorine smell should be present after the mixing process has been
completed.  If the chlorine smell is not strong, more chlorine should be added.

5. Pour the mixture of chlorinated water into the well and allow the well to set for 2 or more
hours before proceeding with step 6.

6. Run water from each faucet in the distribution system until a chlorine odor is present in the
water.  This should be done for hot and cold water.  The hot water should take longer than
the cold because the hot water tank holds a large volume of water.  Chlorinated water should
be allowed to enter all the lines in the distribution system including lines to bathtubs,
showers, toilets and outside hydrants so complete disinfection can be achieved.  Carbon
filters should be removed or bypassed.  The air pressure should be released from the
pressure tank (except those with a permanent air cushion) so that the entire tank may be
filled with chlorinated water.

Caution: Some pressure tanks may be damaged by strong chlorine solutions.  The
manufacturer should be contacted to provide needed information about disinfection of the
pressure tank.

It may be necessary to repeat steps 4 and 5 if the chlorine smell reaching the facets is weak.  The
chlorinated water should be allowed to remain in the well and piping for 12 to 24 hours if possible.

The chlorinated water contained in the system should be pumped to waste when the allotted time
has passed.  The water having a strong chlorine smell should not be discharged to a septic tank as
it may kill the needed microorganisms in the septic system.  This water should be discharged onto
a driveway or area where damage will not be done to vegetation or other property.  The chlorinated
water contained in the plumbing system should be discharged until the chlorine odor is absent from
all water sources.  A small amount of chlorinated water contained in the plumbing of the house
should not affect the septic tank.  If bacteria problems persist, the chlorination process may need
to be repeated.

After the well has been chlorinated, the well must be sealed to prevent surface water, small animals
and insects from entering the well.  A screened vent should be provided in the casing or well seal
so air may enter the well but water and insects cannot.

Some wells are constructed so that it is not possible to install a positive well seal such as a dug
well.  These wells can be reconstructed and cased or a continuous chlorination system can be
installed which will kill the unwanted bacteria.

If after reading this publication you are unsure of this procedure for chlorination, you may contact
the Bureau of Water within the Department of Health and Environment located in Topeka (785) 296-
5522 or one of the six district offices at the locations shown below.

Dodge City (620) 225-0596
Wichita (316) 337-6020
Chanute (620) 431-2390
Lawrence (785) 842-4600
Salina (785) 827-9639
Hays (785) 625-5664

db/2002



     Pipe or Well            Gallons of
            Diameter        Water Per Foot

        (Inches)              of  Length    
½    .010

3/4    .023

1    .041

1 1/4    .067

1 ½    .092

2    .163

2 ½    .255

3    .37

3 ½    .50

4    .65

5   1.02

6   1.50

8   2.60

10   4.08

12   5.87

14   8.00

16 10.44

18 13.21

24 23.50

30 63.70



PLUGGING MATERIAL
KEY CODE



PLUGGING OF AN UNCONFINED WELL
(not grouted)



PLUGGING OF AN UNCONFINED WELL
(grouted)



PLUGGING OF A DUG WELL





PLUGGING OF A CONFINED WELL
(not grouted)



PLUGGING OF A CONFINED WELL
(open hole, grouted)



PLUGGING OF A CONFINED WELL
(grouted)



PLUGGING OF AN 
UNCONFINED, CONFINED WELL

(open hole, ungrouted)



PLUGGING OF AN
UNCONFINED, CONFINED WELL

(open hole, grouted)



PLUGGING OF AN 
UNCONFINED, CONFINED WELL

(not grouted)



GROUTING AN UNCONFINED WELL



GROUTING A CONFINED WELL
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KDHE Home - Divis ion of Environment -  Bureau of Water

Livestock Waste Management
Section

EPA's Concentrated Animal Feeding Operat ions (CAFO) -  Final
Ru le

fiegulato1y Gujdance for Lqrge pairy Opelatrpts

. 2006 Swine Certif ication Training S$t

. Statutes and Regulations

.  Swine Appl icat iong

. Related Links and Forms

John Harsch, Chief
Bureau of Water
Livestock Waste Management Section
1000 SW Jackson St. ,  Sui te 420
Topeka, KS 66612-1367
(785) 296-0075
FAX: (785) 296-5509

Livestock Waste Management Staff
For general correspondence, please send an e-mail to
feedlots@kd he.state. ks. us or call 296-6432.

.  Just in Brack,  Professional  Environmental  Engineer,  296-
0077

. Claudia Elk ins,  Environmental  Scient ist ,  296-6725

. pavelreisq, Professional Environmental Engineer, 296-
6430

. Rob Gavin,  Environmental  Scient ist ,  296-5557

. Larry Llqok, Professional Environmental Engineer, 296-g646

. "LeSsiqalofuqon, Environmental Scientist, 296-0038

KDHE Search:

i"-$nks

Bureau of Water.

Geqlagy

lndustr ia l  Programs.

Livestock
Management.

Municipal  Programs.

Public Water Supply.

Technical Services.

Watershed
Mqnagement.

Watershed Planning
and TMDL Program.

l-s"g"h I
N\\ ts -**,li,s v.s s"u\* \N*s\ss v
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Laura Johnson, Administrative Specialist, 296-6432
Joyce Lovjn, Office Assistant, 296-0076
Terry Medley, Professional Environmental Engineer, 296-
5570
Glenda Newquist ,  Environmental  Technic ian, 296-8037
Donna Porter, Environmental Scientist, 296-5550
Susan Turner,  Professional  Environmental  Engineer,  368-
6237

. Emily Zung, Professional  Environmental  Engineer,  296-6405

Purpose of the Livestock Waste
Management Section

The Livestock Waste Management Section is organized within the
KDHE Bureau of Water. The mission of the section is to protect
the waters of the state of Kansas by educating and assisting the
regulated community, reviewing and issuing Livestock Waste
Management Permits,  and ensur ing compl iance with appl icable
statutes, regulations and permitting requirements.

General Information

Any facil i ty with an animal unit capacity of 300 or more must
register with the Kansas Department of Health and Environment
(KDHE). Any faci l i ty  wi th an animal uni t  capaci ty of  1,000 or more
must obtain a Livestock Waste Management Permit.
Additionally, any facil i ty that presents a significant water pollution
potent ia l  must register wi th KDHE.

Each KDHE District Office maintains documentation of l ivestock
facil i ty compliance with Kansas statutes and regulations for
facil i t ies located within that district. Each District Office also
maintains documentation relating to permitting requirements for
new or expanding swine faci l i t ies in that  d istr ict .  The
documentat ion includes al l  requirements which a swine faci l i ty
must comply with and an explanation of the statutory and
regulatory provisions on which the permitting requirements are
based, an explanat ion of  any departure f rom any requirements,
and a fact sheet which contains a detailed description of the
location of each new or expanding facil i ty, a description of the new
or expanding faci l i ty ,  a map, and a nutr ient  ut i l izat ion plan, i f
required.

Swine

This Swine Appl icat ions l ink wi l l  a l low you to v iew al l  complete
appl icat ions for  new or expanding swine faci l i t ies which are
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currently on Public Notice in the Kansas Register. Only after
KDHE has determined that an appl icat ion is complete wi l l  the
appl icat ion be placed on publ ic not ice.

2006 Swine Gertif ication Training

KDHE will be conducting two (2) swine certif ication training
courses this year. The dates and locations of each training are
l isted below. Al l  t ra in ing wi l l  begin at  9:00am and conclude by
4:00pm. Several  topics wi l l  be addressed throughout the day with
a short exam following each discussion. Pre-registration required.
For more information, please contact Robert Gavin at 785-296-
5557.

Tuesday, July 18,20O6:Garden City
Plaza Hotel - South Ballroom
191 1 East Kansas
Garden City, Kansas
1-800-875-5201

Thursday, July 27,2006 -  Topeka
Curtis (Signature) State Office Building
1000 SW Jackson St. - Room #530
Topeka, Kansas

Disclaimer

The purpose of this Web site is to provide users with a delivery
system to review the Kansas Livestock Waste Management
Permit t ing System as mandated by K.S.A. 65-1,179. Data
provided is current as of the publication date. KDHE is not
responsible for database integrity following download and
publication or for the use of the data for any purpose other than
the purpose expressed.

KDHE has made every effort to ensure the accuracy of the data,
however, errors in the data are possible. Therefore data is
provided without representation as to accuracy and without any
warranty, either express or implied, as to accuracy.

KDHE does not author ize,  and is not responsible for ,  the use of
the data contained in this Web site in anv format other than that
presented.

Related Links and Forms

Forms
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Registration (.doc)
Permit  Appl icat ion ( .doc)
Permit  Renewal ( .doc).

o * Include these forms with the renewal form:
o Permit Fee Calculatjqn Form (doc)
o l labitable Structqfe Landowner Ljs!(,doc)

Operatiqns and Annual Rqlqrt (.xls)
Manure/Waste l4anagenent Plal Fqm (.doc)
Ha[itable Structure - SeparatLan Djstence Agrggmen! Form
(.doc)
Ka nsas S en s(weGfOu ndwete r Area g
Lagoons - November l-2QQ3

for Wastewater

Nutr ient  Management

.  Kansas Technical  Standard -  Nutr ient  Management ( .doc)

. Exanple NMP .A1l SpecLes ExeeplSwLne (.doc)

. Guidance Document - All Species Except Swfne (.doc)

. Example l$MP -Swrne l.doc]

.  Guidance Document:  Swine (-doc)

*Contact -  Donna Porter,  785-296-5550

Environmental  L inks

. Environmental Protection Agency

. U.S. Fish and Wildl i fe Service

Government L inks

a

a

a

a

a

a

US. Geqlogical Survgy
NaLu ral Resou rce Conseryalan Sewrae
(a n sa s Depa rtnentplAg n qu ltu re
Kansas Department of Wildlife and Parks
Kansas Agricultural Statistics
Kansas State Universi ty Animal Science

o Kansas Livestock Environmental Stewardship
State Conservation Commission

Livestock Industry Links

. Kansas Livestock Assocjatign

. National Cattlemen's Beef Association

. Kansas Cattlemen's Assocjation

.  Nat ional  Pork Producers Counci l

. Kansas Pork Association

.  American Sheep Industry Associat ion

. Kansas Dairv Association

o

a

o

a

a

a



Bureau of Water, Livestock Waste Management Section

.:) tl]*li 
'llts: 

${
:.\t:rir,.. *i S*rtsllr:

N\ i s s.r i s s \\ \ J-\ -: s.\ | \'i \". \l \ - (.: $ $ I i\ \:

i:rr *sss $* $ilyt sl*. r"r\ r:-i li r""il i tfr * s: $ $ r.\ v ! rs s: ss*il I
ll*il:s$r:r'i*. - $ri-rs$s\r l\s\i** - \"\\l'slltirsl*s \qi i{$il$
t Kl)f\\: - *l:s'* Nsr:*r$* - \,\*[ti-^-:::lil - l:r'ssi\ l{$ilil \\'*$rrtsst*r

Page 5 of5

http : //www.kdheks. gov/fecdlots/ 6t16t2006



KANSAS DEPARTMENT OF
HEALTH AND ENVIRONMENT

Related Statutes and Regulations
for Livestock Waste Management Programs

State of Kansas
Department of Heath and Environment

Division of Environment
Bureau of Water

Livestock Waste Management Section
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SANITATION ZONE
REGULATIONS

WATER WELLS

STATE OF KANSAS
DEPARTMENT OF HEALTH AND

ENVIRONMENT
DIVISION OF ENVIRONMENT

Topeka, Kansas

K    A  N   S      A       S









RESERVOIRS, SANITARY CONDITIONS

28-10-78.  Appeal and hearing procedures.  Appeals of land owners aggrieved by any decision of a
reservoir sanitation officer denying approval of plans shall be heard before the chief engineer of the state
board of health or his authorized representative.  All requests for hearings shall be submitted in writing to
the chief engineer of the state board of health within 20 days after denial of a sanitation plan by the reservoir
sanitation officer.  The chief engineer shall set a date for the hearing within 15 days after receipt of the
request.  The landowner shall set forth in his request the main points wherein he is aggrieved by the decision
of the reservoir sanitation officer.  The landowner and the reservoir sanitation officer shall be heard at the
hearing and all testimony shall be recorded on tape.  The testimony will not be transcribed unless future
court action is involved.  Within 10 days after the hearing the chief engineer of the state board of health shall
render a decision approving, modifying or overruling the decision of the reservoir sanitation officer and shall
notify the landowner and the reservoir sanitation officer in writing of his decision.  (Authorized by K.S.A.
1969 Supp. 65-187; effective Jan. 1, 1970.)

28-10-79.  Submission and approval of sanitation plans.  Three copies of all sanitation plans required by
the sanitation zone law - K.S.A. 1969 Supp. 65-184 through 65-189 shall be submitted to the reservoir
sanitation officer of the sanitation zone in which the land is located.  The reservoir sanitation officer shall
forward copies of all sanitation plans serving subdivisions, two or more lots, two or more family dwelling
units, and any commercial or public building to the state department of health for approval.  Following
approval by the department the reservoir sanitation officer shall review the plans for compliance with local
requirements and approve or disapprove them.  All sanitation plans shall show both plan and profile views
of all major structures.  The drawings shall be drawn to a suitable scale, on standard 17 x 22 inch sheets
or larger.  If  larger size sheets are used they shall be placed in folders suitable for storage in standard 8 ½
x 11 file cabinets.

An engineering report or narrative, fully describing and explaining the design and plan for operation
of the facilities, shall accompany each sanitation plan serving two or more lots or properties.

A receipt showing payment of the required fee to the county treasurer shall be attached to each
sanitation plan submitted to the reservoir sanitation officer.  Sanitation plans that include water and/or
sewerage systems that serve (a) two or more lots, (b) two or more services such as multi-family dwellings,
trailer parks, mobile home parks and (c) non-residential facilities open to the pubic shall not be approved
by the reservoir sanitation officer until the plans have been reviewed by the state department of health and
the department has certified to the reservoir sanitation officer that these public systems are acceptable and
approved.  (Authorized by K.S.A. 1969 Supp. 65-187 and 65-189c; effective Jan. 1, 1970)

28-10-80.  Requirements for subdivision of land.  
(a) Approved plats.  Any land, located within a sanitation zone, that is subdivided into two or more

lots, must be platted, and approved by the board of county commissioners.
(b) Preliminary engineering study and cost estimate.  Owners of land within a sanitation zone

desiring to subdivide their land into ten or less lots, shall file with the reservoir sanitation officer, three copies
of the required engineering study which shall include all the data and information required for approval of
the sanitation plan such as, but not limited to, the location and results of any exploratory drilling operations
undertaken to determine the availability and quality of ground water, if private wells are to be used as a



source of water supply; the location and results of all soil testing undertaken to determine the suitability of
the soil for use of septic tank-tile field systems, if such systems are proposed for disposal of sewage;
statements from purveyors of services specified in the plan, such as refuse collection, pumping out of septic
tanks, or hauling of water, indicating their ability and willingness to provide the specified service under a
bonded contract; and maps of the subdivision showing location  of all existing or proposed water and sewer
lines, if such public systems are to be provided.  

Owners of land located within a sanitation zone desiring to sub-divide their land into more than ten
(10) lots shall file with the reservoir sanitation officer three copies of the proposed plat, the required
preliminary engineering report,  plan and cost estimate for providing water, sewerage and refuse disposal
service.  The preliminary engineering report, plan and cost estimate shall be prepared by a licensed
professional engineer and an imprint of his professional engineer’s seal shall be placed on all copies of the
engineering report, plan and cost estimate. 

The preliminary engineering plan shall contain sealed and dimensioned drawings of the subdivision
or plat showing location of all lot lines, proposed and existing streets, rights of way and easements; water
mains, storage tanks, sewers, manholes, lift station, and treatment plants and the topography of the plat by
means of appropriate contour maps.

The engineering report shall discuss the proposed development in detail, giving all pertinent facts
used in developing the preliminary engineering plans, including plan of operation and a cost analysis for the
construction and operation of the sanitation facilities and services.

The cost estimate shall be broken down into classes of work to be performed and shall show
estimated quantities of each type of work and per unit cost.

The reservoir sanitation officer shall forward all copies of the plat, preliminary engineering plans,
engineering report, and cost estimates to the state department of health for review and approval.  The
reservoir sanitation officer shall include in his letter of transmittal, or append to it, any additional information
he believes the department should consider in its review of the plans and reports.  Following review of the
preliminary engineering plan the department shall advise the reservoir sanitation officer as to the
acceptability of the preliminary plans.

(c) Final engineering plans and specifications.  Approval of the preliminary engineering plans
by the department shall in no way be considered official approval of the final plans required by law for all
public water supply and sewerage systems.  Such final plans and specifications shall be submitted directly
to the state department of health by the consulting engineer and no construction of such systems shall be
started or contracts let for such construction until the final plans and specifications are approved.  The
department shall inform the reservoir sanitation officer of its approval of any plans and specifications for
a public water supply and/or sewerage system located within a sanitation zone.  (Authorized by K.S.A.
1969 Supp. 65-187, 65-189c, and 65-189d; effective Jan. 1, 1970.)

28-10-81.  Requirements for construction.  The sanitation plan shall be submitted to, and approved by the
reservoir sanitation officer prior to starting construction of any buildings on land located within a sanitation
zone except the following: Single family residences located on lots containing 3 acres or more of land
exclusive of roads, streets and other public rights-of-way and buildings used for agricultural purpose as
defined in the act.  (Authorized by K.S.A 1969 Supp. 65-187 and 65-189c; effective Jan. 1, 1970.)



28-10-82.  Requirements for sale or contract to sell land within sanitation zone.  Every developer selling
by deed or contract lots or tracts of land within any subdivision located in a sanitation zone shall furnish the
sanitation officer with a copy of the informational statement he proposes to insert in the deed or sales
contract for any lot he sells as required by the act.

Owners, other than developers, shall furnish the reservoir sanitation officer with a copy of the
statement they have included in the deed or sales contract for any land they have sold within a sanitation
zone.  Such copy shall be filed with the reservoir sanitation officer within ten days after execution of any
sales contract or conveyance of title.  (Authorized by K.S.A. 1969 Supp. 65-187 and 65-189c; effective
Jan. 1, 1970.)

28-10-83.  Duties of reservoir sanitation officer.  The reservoir sanitation officer shall (1) accept, review,
and approve or disapprove all sanitation plans in accordance with procedures set forth in the act and in
these regulations, (2) report all violations of the law and the rules and regulations to the county attorney,
(3) keep complete and accurate records of all correspondence and actions taken in connection with the
acceptance, review and approval of sanitation plans, subdivision plats, sale of lots and inspection of
sanitation facilities, (4) furnish the state department of health with a quarterly report listing the following:
All properties for which a sanitation plan has been received and the status of such plan; all properties where
construction has been started; all properties where construction has been completed; all subdivisions for
which plats have been filed and the status of the plat; and all fees paid into the county treasurer by owners
for sanitation plan review and inspection service, (5) make inspections of construction of facilities approved
to assure compliance with the sanitation plan (these inspections shall be made jointly with representatives
of the state department of health whenever a public water or sewer system is involved); and (6) consult with
the state department of health when any unusual or special problems arise.  (Authorized by K.S.A. 1969
Supp. 65-187 and 65-189c; effective Jan. 1, 1970.)

28-10-84.  Fees for examination of sanitation plans and inspection of construction.  Each sanitation plan
submitted to the reservoir sanitation officer for review and approval shall have attached a receipt showing
payment to the county treasurer of the county in which the lot or building site is located, the appropriate
fee set forth below.  The reservoir sanitation officer shall not accept any sanitation plan until such receipt
of payment is attached.

Type of  property served by sanitation plan                                                                   Amount of  Fee

A single-family dwelling or cabin . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . $ 25.00
A duplex or apartment serving two families . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . .     50.00*
A commercial building, trailer park, etc. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . .  100.00
An industrial development . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . .   100.00
A multiple lot housing development or subdivision . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . .  100.00

*An additional $10.00 shall be charged for each additional family unit.



Fee shall not be refunded but plans may be revised and resubmitted upon payment of a
resubmission fee of five dollars ($5.00).  (Authorized by K.S.A. 169 Supp. 65-187; effective Jan. 1,
1970.)

28-10-85.  Preparation of sanitation plans.  
(a) General.  All sanitation plans shall include plans for the delivery of water, the collection,

treatment and/or disposal of sewage, and the disposal of refuse.  All sanitation plans shall be submitted to
the reservoir sanitation officer for review and approval; following payment of appropriate fee to the county
treasurer.

(b) Specific requirements for sanitation plans for systems serving subdivisions containing ten
or less lots.  Sanitation plans for subdivisions containing ten or less lots shall (1) be full and complete with
all functional details shown in both plan and profile, (2) be drawn to appropriate scale to show details, and
(3) be fully dimensioned.  If the plan includes the construction and installation of a complex structure the
reservoir sanitation officer, upon advice of the state department of health, may require the plans to be
prepared and the construction supervised by a licensed professional engineer.  

(c) Specific requirements for sanitation plans for systems serving subdivisions containing
more than ten (10) lots.  The sanitation plan shall be developed and the engineering studies shall be
prepared by a licensed professional engineer.  (Authorized by K.S.A. 1969 Supp. 65-187 and 65-189c;
effective Jan. 1, 1970.)

28-10-86.  Acceptable methods for providing water.  
(a) General requirements.  Properties abutting on a public water system operated by a city, a

water district or a public water utility will be required to use such supply unless an exception as provided
for in law is granted by the department.

(b) Single family use.  Whenever water service from an existing public water supply is not
available, or cannot be made available at a reasonable cost to a lot that is to be used as a building site for
a single family dwelling, an on-site drilled or driven well may be used.  If a public water supply is not
available and a well cannot be developed, a storage tank may be used.  Such well or storage tank shall be
located and constructed in conformity with standards set forth in part C of these regulations and the plans
and specifications for such well or storage tank shall be filed with and approved by the reservoir sanitation
officer.

(c) Multi-family use.  When the water supply is to serve two or more lots, or multi-family dwellings
on a single lot, or a trailer park, motel, or any other commercial establishment serving multi-family groups,
and an existing public water supply system is not available, or cannot be made available at reasonable cost,
a drilled or driven well constructed and located with the guidance of the recommended practices of the
state department of health set forth in their bulletin “Recommendations for Public Water Well Location,
Construction and Disinfection,” a copy of which is on file with revisor of statutes, may be used.  The plans
must be submitted to and approved by the state department of health.  Submission to the state department
of health shall be made by the reservoir sanitation officer.  (Authorized by K.S.A.  1969 Supp. 65-187;
effective Jan. 1, 1970.)

28-10-87.  Acceptable methods of disposing of sewage.  
(a) General.  Whenever sewerage service is available from a public sewerage system, or can be



made available at a reasonable cost to a lot, the sanitation plan for such lot shall provide for connection to
such pubic sewerage system.

(b) For single family dwellings.  Whenever sewerage service is not available by means of a public
sewer, and cannot be made available at a reasonable cost, sewage from such dwellings may be disposed
of by means of a properly located and constructed septic tank-tile field system, provided the lot meets the
requirements for use of such systems set forth in part C of these regulations.

If the lot does not meet the requirements for use of a septic tank-tile field system, a septic tank sand
filter system, or a waste stabilization pond, then a properly designed and constructed holding tank may be
used, if (1) a reliable method for pumping out the tanks and transporting the pumpings to a sewage
treatment plant approved by the state department of health is provided, and (2) a surety bond guaranteeing
provision of the pumping service is deposited with the reservoir sanitation officer.

The amount of the performance bond shall be set by the board of county commissioners.  The
performance bond shall not be required if the service is provided by a duly constituted sewer district or a
similarly constituted public authority.  Other methods may be used if written approval for such use is
obtained from the department.

(c) For multi-family use.  Whenever sewerage service for a multi-family dwelling, a commercial
building, trailer park, or mobile home park is not available by means of a public sewerage system, and
cannot be made available at a reasonable cost, a private sewerage system that provides: (1) adequate and
reliable means for treating the sewage, (2) a satisfactory point for discharge or disposal of the treated
sewage, and (3) a reliable plan of operation, may be used.  (Authorized by K.S.A. 1969 Supp. 65-187;
effective Jan. 1, 1970.)

28-10-88.  Acceptable refuse handling practices.
(a) Storage at single family dwellings.  Garbage and trash shall be stored in metal or plastic

containers of ample size provided with tight fitting lids.  Ring stands, racks, posts or similar devices shall
be provided that will hold the cans in place and prevent their being overturned by animals or wind.

(b) Storage at multi-family dwellings, commercial establishments, trailer parks, etc.  Garbage
and trash shall be stored in standard galvanized garbage cans; in Dempster-Dumpster bulk containers or
similar metal containers with tight fitting lids or covers.

(c) Refuse collection at single family dwellings.  The refuse shall be removed from the premises
at least once each week and transported to the disposal site in the storage container or in an approved type
truck such as a van, or packer-type refuse collection vehicle.

Whenever refuse collection and disposal service is available through a community sponsored
collection system, owners of single family residences shall use such community collection service.

Whenever a community sponsored or similar organized refuse collection service is not available,
owners of single family dwellings may contract with a private collector for collection of refuse provided the
collector is approved by the reservoir sanitation officer to collect refuse, or the owner may take his own
refuse to the disposal site if he does it in a manner that will prevent the littering of the highway or roads and
the escape of offensive odors.  Transportation of the refuse in the storage containers may be permitted if
the lids are kept tightly fitted over the cans.

(d) Refuse collection at multi-family dwellings, commercial establishments, trailer parks, etc.
All refuse shall be removed from the storage containers weekly or more often if necessary and transported
to the disposal site in a closed vehicle.  Whenever this type of service is provided and available from a



community sponsored refuse collection system, such service shall be used by owners of these kind of
developments.

Whenever service is not available from a community operated refuse collection system, the owner
may contract with a private collector for collection of the refuse, provided the collector is certified by the
reservoir sanitation officer to collect refuse.

(e) Disposal of refuse.  All refuse collected at or removed from any property within a sanitation
zone shall be transported to and disposed in an existing disposal site.  No new disposal site shall be started
in any sanitation zone without the approval of the location and plan of operation by the state department
of health.

Owners of single family dwellings, located in isolated areas where a community collection service
is not available may be permitted to use properly located and designed burial pits.  Such burial pits shall
not be used for any type of development other than a singe family dwelling.  (Authorized by K.S.A. 1969
Supp. 65-187; effective Jan. 1, 1970.)

28-10-89 to 28-10-99.  Reserved for future use.

C.  Standards

28-10-100.  Water supply requirements and standards for supplies serving two or more properties, two
or more families, and/or the general public.

(a) Permits and certificates.  Every city, water district, improvement district, or other public
agency that provides or proposes to provide a water supply system to serve two or more single family
dwellings or any establishment open to the general public located within a sanitation zone shall obtain a
water supply permit from the state department of health as required in K.S.A. 65-163 prior to constructing
any such system in a sanitation zone.

Any private individual, company or corporation providing or proposing to provide a water supply
system to serve two or more properties, two or more single family dwellings, or any establishment open
to the general public, any of which are located within a sanitation zone, shall obtain a certificate of
convenience from the corporation commission as required in K.S.A.  66-104 and a water supply permit
from the state department of health as required by K.S.A. 65-163.

(b) Construction.  All water supplies serving two or more properties, two or more families, and/or
the general public, shall be located, constructed, and operated in conformity with the provisions of Bulletin
1-6 “Policies Governing the Design of Public Water Supply Systems,” published by the state department
of health, and the department’s “Recommended Standards for Location, Construction and Disinfection of
Wells Used for Public Water Supplies,” copies of which are on file with the revisor of statutes, unless the
department finds that compliance with any specific requirement is unnecessary in a particular situation and
so informs the reservoir sanitation officer and the owner in writing.  (Authorized by K.S.A. 1969 Supp. 65-
187; effective, E-68-23, Aug. 9, 1968; effective, E-69-6, Jan. 8, 1969; effective Jan. 1, 1970.)

28-10-101.  Drilled or driven wells used as a water supply for a single family dwelling.  Drilled and driven
wells used as a source of water supply for single family dwelling shall meet the following standards:

(a) Minimum distance from sources of contamination.  The well shall be separated from sources
of contamination by distances equal to, or greater than those shown in Table I.



TABLE I

Area Minimum Separation

Subsurface absorption field for septic tank effluent 50 feet
Pit privy 50 feet
Septic tank 50 feet
Barnyards, stables, manure piles, animal pens, etc. 50 feet
Streams, lakes and ponds 25 feet
Sewer lines, unless constructed of cast iron or other equally
     tight construction 50 feet
Sewer lines constructed of cast iron or other equally tight

construction 10 feet

(b) Protection against contamination.  Every well used as a source of water supply for a single
family dwelling shall be located at least 25 feet from the property line of the lot and the lot owner shall not
permit any portion of the lot to be used for any purpose that will create any condition that is dangerous to
the water supply.

(c) Casing.  All wells shall be cased with durable water-tight casing to a depth of 10 feet or to the
top of the impervious formation above the water-bearing formation, whichever is the greater.  The top ten
feet of the casing shall be fabricated of wrought iron, steel, NSF approved polyvinyl chloride plastic or
other NSF approved materials and shall comply with the weight and thickness specifications given in Table
II.

TABLE II
Minimum standards of dimensions and weights

 for wrought iron or steel well casing 

Normal Size Wall thickness     Weight in lbs. per foot of pipe
  in inches      in inches  plain ends thread and coupling

3 ½        0.125     4.51 4.60
4        0.134     5.53 6.65
4 ½        0.142     6.61 6.75
5 ½        0.154     8.79 9.00
6        0.164   10.22           10.50
8 3/8        0.188   16.90           17.50



Minimum standards of dimensions and weights for polyvinyl
chloride (PVC) plastic pipe

Nominal Size Wall thickness in inches Weight in lbs. per foot

   4 inches 0.237 1.364
   6 inches 0.280 2.403

No used, reclaimed, rejected, or contaminated pipe shall be used for casing any well.  New pipe,
pulled from water well test holes immediately following completion of drilling operation, shall not be
considered “used or contaminated.”  The casing of all wells shall project at least 6 inches above the floor
of the pump house or finished ground grade, and at least 24 inches above the highest flood level of record.
No casing shall be cut off below ground surface except to install a pitless adapter.  The adapter shall extend
at least 12 inches above the ground surface.  No opening shall be made in the casing below the finished
ground surface or the pump house floor except for installation of a pitless adapter unit so designed and
fabricated as to prevent soil or water from entering the well.  The outside casing shall not be used as a
suction pipe for the pump.  The casings of wells developed in rock shall be firmly seated in sound rock.
If broken or creviced rock formation is encountered above the aquifer the casing should be extended
through the creviced formation and seated in sound rock or impervious formation.  The diameter of the top
10 feet of the drill hole shall be at least 4 inches larger than the outside diameter of the casing and this
annular space shall be filled with cement grout or puddled clay.

(d) Sanitary seal.  The top of the well casing shall be tightly sealed into the base of the pump, or
a commercial sanitary well seal, designed to prevent surface water, soil and vermin from entering the well,
shall be provided.

(e) Temporary plugs.  The top of all well casings shall be tightly plugged or capped to prevent
contamination of the well whenever it is not possible to install the pumping equipment and the permanent
seal immediately following installation of the casing.

(f) Pumping equipment.  Submersible turbine, ejector, horizontal turbine, or water lubricated
positive displacement pumping equipment shall be used for lifting water from wells.  If other types of
pumping equipment are to be used, written approval for their use shall be obtained from the state
department of health.  Approval in a specific instance shall not be construed as general approval.

(g) Pump mounting.  All pumps installed directly over wells shall be mounted on the well casing,
the pump foundation, or the pump stand in a manner that will provide an effective water-tight seal around
the top of the casing.  This requirement shall be deemed satisfied if the casing is extended into the pump
base one inch, provided the pump is mounted on a base plate or foundation in such a manner as to exclude
dust and insects, and the top of the well casing is at least two feet above the highest known flood water
level. When the pump is not mounted directly over the well and the pump suction pipe emerges from the
top of the casing, a water-tight sanitary well seal shall be provided between the suction pipe and the casing.
 A similar water-tight seal shall be provided for the cable conduit when submersible pumps are used.

(h) Construction plans.  Plates shown in Kansas state department of health bulletin No. 4-1,
“Manual of Recommended Practice for Locating, Constructing and Equipping Water Wells for Rural
Homes,” may be used as aids in preparing plans for submission to the reservoir sanitation officer if they
accurately show the construction to be provided.  (Authorized by K.S.A. 1969 Supp. 65-187; effective,
E-68-23, Aug. 9, 1968; effective, E-69-6, Jan. 8, 1969; effective Jan. 1, 1970.)



CEDAR BLUFF RESERVOIR SANITATION ZONE

Boundaries of Cedar Bluff reservoir sanitation zone.  (Official map filed revisor of statutes, Topeka, and
register of deeds in affected counties.)  The boundaries of the Cedar Bluff reservoir sanitation zone are
hereby set and established as shown on the official map drawing 69-1 approved by the Kansas state
board of health: Provided, That no land located within the corporate limits of the city located within the
boundaries, or any land subject to a county sanitary code which contains provisions for the control
of sewage disposal, water supplies and refuse handling practices and is adopted under the provisions
of K.S.A. 19-3701 through 19-3708 shall be considered to be a park of the sanitation zone or subject to
any sanitation zone or subject to any sanitation zone regulations.  (Authorized by K.S.A. 1969 Supp. 65-
187; effective E-68-23, Aug. 9, 1968; effective Jan. 1, 1969; amended Jan. 1, 1970.)

CHENEY RESERVOIR SANITATION ZONE

Boundaries of Cheney reservoir sanitation zone.  (Official map filed revisor of statutes, Topeka, and
register of deeds in affected counties.)  The boundaries of the Cheney reservoir sanitation zone are hereby
set and established as shown on the official map drawing 69-2 approved by the Kansas state board of
health: Provided, That no land located within the corporate limits of the city located within the boundaries,
or any land subject to a county sanitary code which contains provisions for the control of sewage
disposal, water supplies and refuse handling practices and is adopted under the provisions of K.S.A.
19-3701 through 19-3708 shall be considered to be a park of the sanitation zone or subject to any
sanitation zone or subject to any sanitation zone regulations.  (Authorized by K.S.A. 1969 Supp. 65-187;
effective E-68-23, Aug. 9, 1968; effective Jan. 1, 1969; amended Jan. 1, 1970.)

COUNCIL GROVE RESERVOIR SANITATION ZONE

Boundaries of Council Grove reservoir sanitation zone.  (Official map filed revisor of statutes, Topeka, and
register of deeds in affected counties.)  The boundaries of the Council Grove reservoir sanitation zone are
hereby set and established as shown on the official map drawing 69-3 approved by the Kansas state board
of health: Provided, That no land located within the corporate limits of the city located within the
boundaries, or any land subject to a county sanitary code which contains provisions for the control
of sewage disposal, water supplies and refuse handling practices and is adopted under the provisions
of K.S.A. 19-3701 through 19-3708 shall be considered to be a park of the sanitation zone or subject to
any sanitation zone or subject to any sanitation zone regulations.  (Authorized by K.S.A. 1969 Supp. 65-
187; effective E-68-23, Aug. 9, 1968; effective Jan. 1, 1969; amended Jan. 1,  1970.)

ELK CITY RESERVOIR SANITATION ZONE

Boundaries of Elk City  reservoir sanitation zone.  (Official map filed revisor of statutes, Topeka, and
register of deeds in affected counties.)  The boundaries of the Elk City reservoir sanitation zone are hereby
set and established as shown on the official map drawing 69-18 approved by the Kansas state board of
health: Provided, That no land located within the corporate limits of the city located within the boundaries,



or any land subject to a county sanitary code which contains provisions for the control of sewage
disposal, water supplies and refuse handling practices and is adopted under the provisions of K.S.A.
19-3701 through 19-3708 shall be considered to be a park of the sanitation zone or subject to any
sanitation zone or subject to any sanitation zone regulations.  (Authorized by K.S.A. 1969 Supp. 65-187;
effective E-68-23, Aug. 9, 1968; effective Jan. 1, 1969; amended Jan. 1, 1970.)

GLEN ELDER RESERVOIR SANITATION ZONE

Boundaries of Glen Elder reservoir sanitation zone.  (Official map filed revisor of statutes, Topeka, and
register of deeds in affected counties.)  The boundaries of the Glen Elder reservoir sanitation zone are
hereby set and established as shown on the official map drawing 69-5 approved by the Kansas state board
of health: Provided, That no land located within the corporate limits of the city located within the
boundaries, or any land subject to a county sanitary code which contains provisions for the control
of sewage disposal, water supplies and refuse handling practices and is adopted under the provisions
of K.S.A. 19-3701 through 19-3708 shall be considered to be a park of the sanitation zone or subject to
any sanitation zone or subject to any sanitation zone regulations.  (Authorized by K.S.A. 1969 Supp. 65-
187; effective E-68-23, Aug. 9, 1968; effective Jan. 1, 1969; amended Jan. 1, 1970.)

FALL RIVER RESERVOIR SANITATION ZONE

Boundaries of Fall City reservoir sanitation zone.  (Official map filed revisor of statutes, Topeka, and
register of deeds in affected counties.)  The boundaries of the Fall City reservoir sanitation zone are hereby
set and established as shown on the official map drawing 69-4 approved by the Kansas state board of
health: Provided, That no land located within the corporate limits of the city located within the boundaries,
or any land subject to a county sanitary code which contains provisions for the control of sewage
disposal, water supplies and refuse handling practices and is adopted under the provisions of K.S.A.
19-3701 through 19-3708 shall be considered to be a park of the sanitation zone or subject to any
sanitation zone or subject to any sanitation zone regulations.  (Authorized by K.S.A. 1969 Supp. 65-187;
effective E-68-23, Aug. 9, 1968; effective Jan. 1, 1969; amended Jan. 1, 1970.)

KANOPOLIS RESERVOIR SANITATION ZONE

Boundaries of Kanopolis reservoir sanitation zone.  (Official map filed revisor of statutes, Topeka, and
register of deeds in affected counties.)  The boundaries of the Kanopolis reservoir sanitation zone are
hereby set and established as shown on the official map drawing 69-7 approved by the Kansas state board
of health: Provided, That no land located within the corporate limits of the city located within the
boundaries, or any land subject to a county sanitary code which contains provisions for the control
of sewage disposal, water supplies and refuse handling practices and is adopted under the provisions
of K.S.A. 19-3701 through 19-3708 shall be considered to be a park of the sanitation zone or subject to
any sanitation zone or subject to any sanitation zone regulations.  (Authorized by K.S.A. 1969 Supp. 65-
187; effective E-68-23, Aug. 9, 1968; effective Jan. 1, 1969; amended Jan. 1, 1970.)



JOHN REDMOND RESERVOIR SANITATION ZONE

Boundaries of John Redmond reservoir sanitation zone.  (Official map filed revisor of statutes, Topeka, and
register of deeds in affected counties.)  The boundaries of the John Redmond reservoir sanitation zone are
hereby set and established as shown on the official map drawing 69-6 approved by the Kansas state board
of health: Provided, That no land located within the corporate limits of the city located within the
boundaries, or any land subject to a county sanitary code which contains provisions for the control
of sewage disposal, water supplies and refuse handling practices and is adopted under the provisions
of K.S.A. 19-3701 through 19-3708 shall be considered to be a park of the sanitation zone or subject to
any sanitation zone or subject to any sanitation zone regulations.  (Authorized by K.S.A. 1969 Supp. 65-
187; effective E-68-23, Aug. 9, 1968; effective Jan. 1, 1969; amended Jan. 1, 1970.)

KIRWIN RESERVOIR SANITATION ZONE

Boundaries of Kirwin reservoir sanitation zone.  (Official map filed revisor of statutes, Topeka, and register
of deeds in affected counties.)  The boundaries of the Kirwin reservoir sanitation zone are hereby set and
established as shown on the official map drawing 69-8 approved by the Kansas state board of health:
Provided, That no land located within the corporate limits of the city located within the boundaries, or any
land subject to a county sanitary code which contains provisions for the control of sewage disposal,
water supplies and refuse handling practices and is adopted under the provisions of K.S.A. 19-3701
through 19-3708 shall be considered to be a park of the sanitation zone or subject to any sanitation zone
or subject to any sanitation zone regulations.  (Authorized by K.S.A. 1969 Supp. 65-187; effective E-68-
23, Aug. 9, 1968; effective Jan. 1, 1969; amended Jan. 1, 1970.)

LOVEWELL RESERVOIR SANITATION ZONE

Boundaries of Lovewell reservoir sanitation zone.  (Official map filed revisor of statutes, Topeka, and
register of deeds in affected counties.)  The boundaries of the Lovewell reservoir sanitation zone are hereby
set and established as shown on the official map drawing 69-9 approved by the Kansas state board of
health: Provided, That no land located within the corporate limits of the city located within the boundaries,
or any land subject to a county sanitary code which contains provisions for the control of sewage
disposal, water supplies and refuse handling practices and is adopted under the provisions of K.S.A.
19-3701 through 19-3708 shall be considered to be a park of the sanitation zone or subject to any
sanitation zone or subject to any sanitation zone regulations.  (Authorized by K.S.A. 1969 Supp. 65-187;
effective E-68-23, Aug. 9, 1968; effective Jan. 1, 1969; amended Jan. 1, 1970.)

MARION RESERVOIR SANITATION ZONE

Boundaries of Marion reservoir sanitation zone.  (Official map filed revisor of statutes, Topeka, and register
of deeds in affected counties.)  The boundaries of the Marion reservoir sanitation zone are hereby set and
established as shown on the official map drawing 69-19 approved by the Kansas state board of health:
Provided, That no land located within the corporate limits of the city located within the boundaries, or any



land subject to a county sanitary code which contains provisions for the control of sewage disposal,
water supplies and refuse handling practices and is adopted under the provisions of K.S.A. 19-3701
through 19-3708 shall be considered to be a park of the sanitation zone or subject to any sanitation zone
or subject to any sanitation zone regulations.  (Authorized by K.S.A. 1969 Supp. 65-187; effective E-68-
23, Aug. 9, 1968; effective Jan. 1, 1969; amended Jan. 1, 1970.)

CLINTON RESERVOIR SANITATION ZONE

Boundaries of Clinton reservoir sanitation zone.  (Official map filed revisor of statutes, Topeka, and register
of deeds in affected counties.)  The boundaries of the Clinton reservoir sanitation zone are hereby set and
established as shown on the official map drawing 69-21 approved by the Kansas state board of health:
Provided, That no land located within the corporate limits of the city located within the boundaries, or any
land subject to a county sanitary code which contains provisions for the control of sewage disposal,
water supplies and refuse handling practices and is adopted under the provisions of K.S.A. 19-3701
through 19-3708 shall be considered to be a park of the sanitation zone or subject to any sanitation zone
or subject to any sanitation zone regulations.  (Authorized by K.S.A. 1969 Supp. 65-187; effective E-68-
23, Aug. 9, 1968; effective Jan. 1, 1969; amended Jan. 1, 1970.)

MELVERN RESERVOIR SANITATION ZONE

Boundaries of Melvern reservoir sanitation zone.  (Official map filed revisor of statutes, Topeka, and
register of deeds in affected counties.)  The boundaries of the Melvern reservoir sanitation zone are hereby
set and established as shown on the official map drawing 69-20 approved by the Kansas state board of
health: Provided, That no land located within the corporate limits of the city located within the boundaries,
or any land subject to a county sanitary code which contains provisions for the control of sewage
disposal, water supplies and refuse handling practices and is adopted under the provisions of K.S.A.
19-3701 through 19-3708 shall be considered to be a park of the sanitation zone or subject to any
sanitation zone or subject to any sanitation zone regulations.  (Authorized by K.S.A. 1969 Supp. 65-187;
effective E-68-23, Aug. 9, 1968; effective Jan. 1, 1969; amended Jan. 1, 1970.)

FORT SCOTT RESERVOIR SANITATION ZONE

Boundaries of Fort Scott reservoir sanitation zone.  (Official map filed revisor of statutes, Topeka, and
register of deeds in affected counties.)  The boundaries of the Fort Scott reservoir sanitation zone are
hereby set and established as shown on the official map drawing 69-22 approved by the Kansas state
board of health: Provided, That no land located within the corporate limits of the city located within the
boundaries, or any land subject to a county sanitary code which contains provisions for the control
of sewage disposal, water supplies and refuse handling practices and is adopted under the provisions
of K.S.A. 19-3701 through 19-3708 shall be considered to be a park of the sanitation zone or subject to
any sanitation zone or subject to any sanitation zone regulations.  (Authorized by K.S.A. 1969 Supp. 65-
187; effective E-68-23, Aug. 9, 1968; effective Jan. 1, 1969; amended Jan. 1, 1970.)



MILFORD RESERVOIR SANITATION ZONE

Boundaries of Milford reservoir sanitation zone.  (Official map filed revisor of statutes, Topeka, and register
of deeds in affected counties.)  The boundaries of the Milford reservoir sanitation zone are hereby set and
established as shown on the official map drawing 69-10 approved by the Kansas state board of health:
Provided, That no land located within the corporate limits of the city located within the boundaries, or any
land subject to a county sanitary code which contains provisions for the control of sewage disposal,
water supplies and refuse handling practices and is adopted under the provisions of K.S.A. 19-3701
through 19-3708 shall be considered to be a park of the sanitation zone or subject to any sanitation zone
or subject to any sanitation zone regulations.  (Authorized by K.S.A. 1969 Supp. 65-187; effective E-68-
23, Aug. 9, 1968; effective Jan. 1, 1969; amended Jan. 1, 1970.)

PERRY RESERVOIR SANITATION ZONE

Boundaries of Perry reservoir sanitation zone.  (Official map filed revisor of statutes, Topeka, and register
of deeds in affected counties.)  The boundaries of the Perry reservoir sanitation zone are hereby set and
established as shown on the official map drawing 69-17 approved by the Kansas state board of health:
Provided, That no land located within the corporate limits of the city located within the boundaries, or any
land subject to a county sanitary code which contains provisions for the control of sewage disposal,
water supplies and refuse handling practices and is adopted under the provisions of K.S.A. 19-3701
through 19-3708 shall be considered to be a park of the sanitation zone or subject to any sanitation zone
or subject to any sanitation zone regulations.  (Authorized by K.S.A. 1969 Supp. 65-187; effective E-68-
23, Aug. 9, 1968; effective Jan. 1, 1969; amended Jan. 1, 1970.)

NORTON RESERVOIR SANITATION ZONE

Boundaries of Norton reservoir sanitation zone.  (Official map filed revisor of statutes, Topeka, and register
of deeds in affected counties.)  The boundaries of the Norton reservoir sanitation zone are hereby set and
established as shown on the official map drawing 69-11 approved by the Kansas state board of health:
Provided, That no land located within the corporate limits of the city located within the boundaries, or any
land subject to a county sanitary code which contains provisions for the control of sewage disposal,
water supplies and refuse handling practices and is adopted under the provisions of K.S.A. 19-3701
through 19-3708 shall be considered to be a park of the sanitation zone or subject to any sanitation zone
or subject to any sanitation zone regulations.  (Authorized by K.S.A. 1969 Supp. 65-187; effective E-68-
23, Aug. 9, 1968; effective Jan. 1, 1969; amended Jan. 1, 1970.)

POMONA RESERVOIR SANITATION ZONE

Boundaries of Pomona reservoir sanitation zone.  (Official map filed revisor of statutes, Topeka, and
register of deeds in affected counties.)  The boundaries of the Pomona reservoir sanitation zone are hereby
set and established as shown on the official map drawing 69-12 approved by the Kansas state board of
health: Provided, That no land located within the corporate limits of the city located within the boundaries,



or any land subject to a county sanitary code which contains provisions for the control of sewage
disposal, water supplies and refuse handling practices and is adopted under the provisions of K.S.A.
19-3701 through 19-3708 shall be considered to be a park of the sanitation zone or subject to any
sanitation zone or subject to any sanitation zone regulations.  (Authorized by K.S.A. 1969 Supp. 65-187;
effective E-68-23, Aug. 9, 1968; effective Jan. 1, 1969; amended Jan. 1, 1970.)

TORONTO RESERVOIR SANITATION ZONE

Boundaries of Toronto reservoir sanitation zone.  (Official map filed revisor of statutes, Topeka, and
register of deeds in affected counties.)  The boundaries of the Toronto reservoir sanitation zone are hereby
set and established as shown on the official map drawing 69-13 approved by the Kansas state board of
health: Provided, That no land located within the corporate limits of the city located within the boundaries,
or any land subject to a county sanitary code which contains provisions for the control of sewage
disposal, water supplies and refuse handling practices and is adopted under the provisions of K.S.A.
19-3701 through 19-3708 shall be considered to be a park of the sanitation zone or subject to any
sanitation zone or subject to any sanitation zone regulations.  (Authorized by K.S.A. 1969 Supp. 65-187;
effective E-68-23, Aug. 9, 1968; effective Jan. 1, 1969; amended Jan. 1, 1970.)

TUTTLE CREEK RESERVOIR SANITATION ZONE

Boundaries of Tuttle Creek reservoir sanitation zone.  (Official map filed revisor of statutes, Topeka, and
register of deeds in affected counties.)  The boundaries of the Tuttle Creek reservoir sanitation zone are
hereby set and established as shown on the official map drawing 69-14 approved by the Kansas state
board of health: Provided, That no land located within the corporate limits of the city located within the
boundaries, or any land subject to a county sanitary code which contains provisions for the control
of sewage disposal, water supplies and refuse handling practices and is adopted under the provisions
of K.S.A. 19-3701 through 19-3708 shall be considered to be a park of the sanitation zone or subject to
any sanitation zone or subject to any sanitation zone regulations.  (Authorized by K.S.A. 1969 Supp. 65-
187; effective E-68-23, Aug. 9, 1968; effective Jan. 1, 1969; amended Jan. 1, 1970.)

WEBSTER RESERVOIR SANITATION ZONE

Boundaries of Webster reservoir sanitation zone.  (Official map filed revisor of statutes, Topeka, and
register of deeds in affected counties.)  The boundaries of the Webster reservoir sanitation zone are hereby
set and established as shown on the official map drawing 69-15 approved by the Kansas state board of
health: Provided, That no land located within the corporate limits of the city located within the boundaries,
or any land subject to a county sanitary code which contains provisions for the control of sewage
disposal, water supplies and refuse handling practices and is adopted under the provisions of K.S.A.
19-3701 through 19-3708 shall be considered to be a park of the sanitation zone or subject to any
sanitation zone or subject to any sanitation zone regulations.  (Authorized by K.S.A. 1969 Supp. 65-187;
effective E-68-23, Aug. 9, 1968; effective Jan. 1, 1969; amended Jan. 1, 1970.)



WILSON RESERVOIR SANITATION ZONE

Boundaries of Wilson reservoir sanitation zone.  (Official map filed revisor of statutes, Topeka, and register
of deeds in affected counties.)  The boundaries of the Wilson reservoir sanitation zone are hereby set and
established as shown on the official map drawing 69-16 approved by the Kansas state board of health:
Provided, That no land located within the corporate limits of the city located within the boundaries, or any
land subject to a county sanitary code which contains provisions for the control of sewage disposal,
water supplies and refuse handling practices and is adopted under the provisions of K.S.A. 19-3701
through 19-3708 shall be considered to be a park of the sanitation zone or subject to any sanitation zone
or subject to any sanitation zone regulations.  (Authorized by K.S.A. 1969 Supp. 65-187; effective E-68-
23, Aug. 9, 1968; effective Jan. 1, 1969; amended Jan. 1, 1970.)

EL DORADO RESERVOIR SANITATION ZONE

Boundaries of El Dorado reservoir sanitation zone.  (Official map filed revisor of statutes, Topeka, and
register of deeds in affected counties.)  The boundaries of the El Dorado reservoir sanitation zone are
hereby set and established as shown on the official map drawing 69-23 approved by the Kansas state
board of health: Provided, That no land located within the corporate limits of the city located within the
boundaries, or any land subject to a county sanitary code which contains provisions for the control
of sewage disposal, water supplies and refuse handling practices and is adopted under the provisions
of K.S.A. 19-3701 through 19-3708 shall be considered to be a park of the sanitation zone or subject to
any sanitation zone or subject to any sanitation zone regulations.  (Authorized by K.S.A. 1969 Supp. 65-
187; effective E-68-23, Aug. 9, 1968; effective Jan. 1, 1969; amended Jan. 1, 1970.)

BIG HILL RESERVOIR SANITATION ZONE

Boundaries of Big Hill reservoir sanitation zone.  (Official map filed revisor of statutes, Topeka, and register
of deeds in affected counties.)  The boundaries of the Big Hill reservoir sanitation zone are hereby set and
established as shown on the official map drawing 72-25 approved by the Kansas state board of health:
Provided, That no land located within the corporate limits of the city located within the boundaries, or any
land subject to a county sanitary code which contains provisions for the control of sewage disposal,
water supplies and refuse handling practices and is adopted under the provisions of K.S.A. 19-3701
through 19-3708 shall be considered to be a park of the sanitation zone or subject to any sanitation zone
or subject to any sanitation zone regulations.  (Authorized by K.S.A. 1972 Supp. 65-187; effective E-68-
23, Jan. 1, 1973.)

HILLSIDE RESERVOIR SANITATION ZONE

Boundaries of Hillside reservoir sanitation zone.  (Official map filed revisor of statutes, Topeka, and register
of deeds in affected counties.)  The boundaries of the Hillside reservoir sanitation zone are hereby set and
established as shown on the official map drawing 72-24 approved by the Kansas state board of health:
Provided, That no land located within the corporate limits of the city located within the boundaries, or any



land subject to a county sanitary code which contains provisions for the control of sewage disposal,
water supplies and refuse handling practices and is adopted under the provisions of K.S.A. 19-3701
through 19-3708 shall be considered to be a park of the sanitation zone or subject to any sanitation zone
or subject to any sanitation zone regulations.  (Authorized by K.S.A. 1972 Supp. 65-187; effective E-68-
23, Jan. 1, 1973.)
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